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BACKGROUND '

In response to Executive Order (E.0.) 12472 and National Security .
Decision Directive 97 (NSDD-97), the Office of the Manager, National T
Communications System (OMNCS) has be$un an electromagnetic pulse (EMP) s
mitigation program. The objective of this program is the removal of ;g;

EMP as a s1?n1f1cant impediment to timely re-establishment of regional _
and national telecommunications following an attack against the United e
States that includes high altitude nuclear detonations. The methodolo- ey
gy for deve1oq1ng an EMP mitigation program plan was described in the .
NCS report "Electromagnetic Pulse Mitigation Program Approach" of July
1982. The program approach involves estimating the effects of EMP on
telecommunications capabilities, assessing the impact of availabie EMP
mitigation alternatives, and devaloping a comprehensive plan for imple-
menting mitigation alternatives.

- PROGRAM APPROACH

The approach to the NCS EMP mitigation program is 1llustrated in
Exhibit ES-1. This approach is composed of the following activities:

Identifying critical telecommunications assets
Evaluating the effects of EMP on selacted network elements

Evaluating the effects of EMP on selected telecommunications

networks
éssessing alternative strategies for mitigating the effects of
MP.

i The second activity is the subject of current efforts. The other

three activities are addressed in current and future efforts.

The first activity is the identification of critical
telecommunications assets based on postulated National Security and
Emergency Preparedness (NSEP) telecommunications requirements. These
requirements result from consideration of the evolving NSEP Telecommuni-
cations Architecture and National Security Telecommunications Policy
(NSTP) inftiatives such as the Nationwide Emergency Telecommunications
System (NETS). Focusing on these requirements will emphasize the as-
sets of greatest concern to NCS efforts, bound the effort required in
this assessment, and preclude analysis of nonessential equipment.
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The second activity is the estimation of the EMP effects on selected
network elements. In this activity, each selected asset is character-
fzed from an EMP perspective. Applicable EMP test data and the stan-
dards and practices used by the telecommunications industry are ana-
lyzed. The results of Lhis activity are estimates of the EMP responses
of the selected network elements to EM? and recommendations for further
analysis and testing to resolve remaining issues.

The third activity will evaluate the effects of EMP on
telecommunications nctworks. Design approaches of interest to current
NSTP initiatives and NSEP architectural analyses are reflected in the
topologies of the networks evaluated; the rasults of the second activ-
ity are used to determine the EMP responses of the nodes and lirks of
the networks evaluated. The results of this activity will be estimates
of the responses of selected telecommunications networks to EMP, indica-
tions of the inherent survivability of network topologies of interest
t? NSEP telecommunications planners, and further guidance to EMP test
planners.

The fourth activity will assess alternative EMP mitigation

: strategies. Various alternatives for mitigating the effects of EMP on
national telecommunications capabilities can be identified for consider-
ation in the assessment process. Based on the results of the network-

R level EMP evaluations and inputs from the National Security Telecommuni-
cations Advisory Committes, the costs, benefits, and risks of implemen-
tation of each of the identified mitigation alternatives will be deter-
mined. This activity will result in a recommended composite strategy
for the mitigation of the effects of EMP on regional and national tele-
communications capabilities.

K SCOPE OF REPQRT

This report focuses on the estimation of the effects of EMP on
selected telecommunications assets., The 1ist of critical assets identi-
d fied in previous reports is refined to reflect the proposed NETS net-
work designs. The threat considered for the EMP effects evaluation is
) the 50 kV/m double exponential description of the early time portion of
) the high altitude EMP (HEMP)* pulse (Ref. 1) which represents the most
significant EMP threat to telecommunications assets. Intermediate time
EMP and magnetohydrodynamic EMP (MHD EMP) effects are not explicitly
“ evaluated in this report. This report is also limited to typical in-
stallations of the selected assets; although versions of some equipment
that have been explicitly hardened against EMP effects exist, these ver-
sions are not considered for this analysis.

GRITICAL ASSET IDENTIFICATION

The 1ist of critical assets identified in previous reports for this
program are refined in this report to reflect the proposed NETS network

-

* Throughout the report, the terms HEMP and EMP are both used to refer
to this double exponential pulse.
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designs. Assets are chosen from that list of assets for inclusion in
this report based on currently availahle test data and theoretical ana-
1yses; the remaining assets will be evaluated as data becom*hxva11able.
The ﬁmjtching systems evaluated in this report are the 4ESS'Mand

S5ESS 'Vsystems. The transmission facilities evaluated in this report
are the Tl and FT3C carrier systems, the L4 and L5 coaxial cable sys-
tems, and the TD-2 microwave system. Network signaling and synchroniza-
tion are also evaluated based on their system designs and their depen-
dence on the other assets evaluated.

EVALUATION OF EMP EFFECTS

The evaluation of the effects of EMP cn the selected assets
roguircs the electromagnetic coup11ng characterization of each asset
and then the identification of significant parameters affecting EMP re-
sponses of telecommunications assets along with determination of typi-
cal stress levels, The HEMP threat is described, including 1ts origin
and the characteristics of the electromagnetic field. Various EMP ef-
fects are characterized, including direct illumination effects, cou-
g11ng to aerial and buried cables, and coupling to vertical structures.

he m1tigat1n? effects of ty?1ca1 construction and installation prac-
tices on EMP-induced stress levels is evaluated, including the effec-
tiveness of the shielding provided by building walls and cable sheaths,
of grounding and bonding practices, and the use of surgelimiting and
filtering devices. Both good and bad practices are discussed for use
in the subsequent analyses of the selected assets.

The evaluation of the effects of EMP on the selected assets uses
available test data, theoretical analyses, stress level calculations,
and the standards and practices of the telecommunication industry.
Test reports and analyses are analyzed to verify approach, results and
conclusions, The EMP threat description used is compared to the
50 kV/m double exponential pulse description and measured or predicted
stress levels are compared to those predicted in this report. The
equipment configurations are compared to typical installations of the
selected assets. Based on these comparisons, the results of the tests
and theoretical analyses are used to draw conclusions about typical
configurations of the assets.

The standards and practices used by the telecommunications industry
are used where available test data and theoretical analyses are insuffi-
cient to draw conclusions. The standards and practices define typical
installation procedures, operational limits, required electromagnetic
protection, and typical noise and transient 1.vels. These standards
and practices do not typically deal with EMP; however, 1ightning in-
duced transients and electromagnetic interference are frequently ad-
dressed. Each applicable standard or practice is analyzed to determine
the effect its implementation has on the EMP response of the selected
network elements. The results of the evaluation of standards and prac-
tices are combined with avajlable test data and theoretical analyses to
arrive at the conclusions presented in this report.

TMTrademark of Western Electric Co., Inc.
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CONCLUSTONS

The conclusions concerninc the effects of EMP on selected network
elements follow:

%ﬁ_u§ug Tl system elements have been exposed to simulated
ow-level HEMP fields; the results were then analytically
extrapolated to full threat values. Lightning protected _
repeaters were not damaged; test results for repeaters without T
1ightning protection are inconclusive. 04 channel banks .
suffered significant damage during testing at transient stress

levels that could occur in the central office environment;

howaver, further tests and analyses are required to determine

the applicability of these results to typical D4 in-

stallations, A hardened TI carrier system, including EMP-

protected D4 channel banks and repeaters, was tested at field

sgagngths up to 80 kV/m and proved robust to the effects of
H [ ]

HEMP. Tﬁroat-level ?104ds and 1nincted currents d1£ no%

produce any signal disruptions or service-affecting hardware
damage during testing of the optical cable and splice case;
both elements appear to be survivable to the effects of HEMP.
Available test data on the survivability of CO and LRS
equipment are inconclusive, since threat-level currents were
not injected into all subsystems. Unmodified power converters
were shown to be vulnerable to threat-level transients. Power
converters incorporating several hardware modifications proved
robust, although the test configurations using modified power
converters were not typical of most LRSs and COs. The

™
TRl R
T

modified power converters, therefore, can not be considered o
survivable to EMP based on available test data. Because both &
Tine repeater statfon (LRS) and central office (CO) equipment N
rely upon the power converters to ?ower them, the entire FT3C xﬁﬁ
system must be considered vulnerable. <§§
‘O \
The L4 and LS svstems are robust to HEMP effects. These 5
systems are designed for survival {n a nuclear environment; L
all cable is buried and repeaters are well bonded and well iﬁg
grounded. Detailed computer analyses and HEMP simulation ;55
,' tests indicate that although some temporary system outages N
will occur, no equipment will be damaged as a rasult of HEMP. e
- \ i}
effects. Threat ievei, free-?ie%d HEMP simuiation testing has _3§§
produced upsets such as the activation of protection switching ;. i;
and frequency shifting, but has produced no failures. Low- L)
level current-injection tests caused no failures; high-level iy
testing has not been done. However, comparison of predicted o3
HEMP-induced currents to expected lightning-induced transients 5
on microwave towers indicates that TD-2 systems are also sur- N
vivable against conducted transients. s :
ES-5 R
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)y 1 service-atfecting herdwar ailures occurad
under exposure to threat:level fields. With several hardware
modifications in place, the hardened SESS switch suffered no
permanent hardware damage, although a significant number of
calls were dropped and cail processing capability was reduced.
Manual recovery was required to restore call grocnssing effi-
cionci to greater than 99%; however, most central offices hous-
ing SESS switches are not staffed and the survivability of re-

‘mote Tinks has not been demonstrated. To ensurs the surviva-

bility of a particular SESS system requires verifi{cation that
the identified hardware modifications have been installed and
verification that either the site will be staffed or that a
survivable remote 1ink has been established.

Existing ta.
{ . No tests or
theoretical analysis of the response of the 4ESS system

exist; the results of the SESS system assessment cannot be ap-
plied to the 4ESS system. In the absence of test data, no def-
inite conclusions can be drawn.

RECOMMENDATIONS

] 11Tha racommendations concerning future efforts in this p}ogram
ollow:

. e configuration as-
sessed should include typical Tine termination equipment and

appropriately placed 11ggtn1ng grot.ct1on devices. Tgpica1
lengths of the Peripheral Unit Bus (PUB) should also be .

included.
Eﬂfififﬁiiﬁi%ﬁf"”‘J‘“n“ffii%§ﬂf3fﬁ3ﬁ2iffﬁﬁﬂfaf%i:ﬁ?ﬁﬁfiﬁfilx"
-lave] HEMP-

identify and prioritize critical telecommunications assaets,
The NCS has developed a model to predict the effects of HEMP-
induced agu1pm¢nt failures on telecommunications networks.
Current efforts include a study to determine the sensitivity
of predicted network performance to input data. The telecom-
munications equipment critical to the NSEP capabilities of the
NCS should be identified and prioritized based on the results
of the sens1t1v1t{ study. This prioritization should be used
as a basis for allocating resources for future tests and ana-

1ysis of telecomnunications equipment in support of this pro-
gram.

psolved by testing and ang . The survivability of remote
Tinks tc S5ESS sites should be determined. Further testing of
existing S5ESS power system rectifiers is needed to verify
their survivability. Several new models of rectifiers are
planned for use in future S5ESS power systems; these rectifiers

ES-6
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must be thoroughly tested before any system in which these are
e e e used can be considared survivable to EMP.

i

nalys eve curronts
€0 and LRS equipment subsystems,

s0 that their survivability can be determined. Further test-

1ng of EMP-hardened power converters using test configurations

typical of most LRSs and COs is needed to verify their surviva-

bi11ty to EMP. . Sinala-made fiber optic ﬁstoms should be

tostcd to assess their survivability to EMP, and a comparison

should be made to the results of the FT3C multi-mods system
assessment,

e TD-2 microwave sys-

tem 1s based on vacuum tube techno ogy; the TD-3 system 15 a
$011d state replacement for the TD-2 system. So'id state com-
ponents tend to be less survivable than their vacuum tube
equivalents. This evaluation {s required to determine if the
TD-3 system is as robust as the TD-2 system.

Typical Tl line repeaters
otection need to be tested since

that do not have tnin

0 r

not all repeaters in the gsﬁ will have lightning protection.

In addition, typical splice case configurations need to be
tested with current injection on the sheath, as coupling to
signal wires from bond straps can be 2 s1gn1f1cant part of the
threat to Tl 1ine and office equipment.

vendors manu acture s1m1 ar equipmont for the te ecommun1ca-
tions industry, c.g., Tl 1ine termination equ1gment, channel
banks, and local, ?1ta1 switching systems he ability to
relate the surv1vab1 ity of similar pieces of equipment would

minimize the amount of testing required to assess the effects
of HEMP on telecommunications networks.

BSE ul . R 8XL6 B nsnld’ :hg nﬂu
artmen pfanse apporoved HEMP g Ref. 2). The
ysis should include the early time, mid-time, and late
time (MHD EMP) effects. The faster rise time of the new
threat can create higher peak level transients on cables and
antenna leads, The MHD EMP can create large transients on
very long cables. Theses effects may create additional EMP
vulnerabilities in telecommunications assets.
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1.0 INTROQUCTION

In response to Executive Order (E.Q.) 12472 and National Sacurity
Decision Directive 97 NSDD-97g. the Office of the Manager, National ’
Communications System (OMNCS) has begun an electromagnetic pulse (EMP)
mitigation program. The objective of this program is the removal of
EMP as a significant impediment to timely re-establishment of regional
and national telecommunications following an attack against the United
States that includes hiﬂh altitude nuclear detonations. The methodol-
ogy for developing an EMP mitigation pro?ram plan was described in the
NCS report "Electromagetic Pulse Mitigation Program Approach" of July
1982, In that document, essential program steps ware defined as:
identification of Public Switched Network (PSNg assets critical for
reconstitution, estimation of the effects of EMP on these assets and
the networks in which they are embedded, assessment of the impact of
available EMP mitigation alternatives, and development of a comprehen-
sive plan for implementing mitigation alternatives.

1.1 RURPQSE

The purpose of this report is to present the results of analyses
of the effects of EMP on selected elements within the nation's telecom-
munications networks. These results are requirad for the next step in
the EMP mitigation program, in which the network-level effects of EMP
on selected telecommunications networks are to be evaluated. This re-

“ port also provides guidance for future EMP testing and analysis of tele-
communications network elements.

¢ 1‘2 m
This report focuses on the estimation of the effects of EMP on
N selected telecommunications assets. The 1ist of critical assets identi-

fied in previous reports is refined to reflect evolving NSEP telecommun-
ications capabilities, espacially proposed NETS network designs. The
threat considered for the EMP effects evaluation is the 50 kV/m double
exponential description of the early time portion of the high altitude
EMP (HEMP)* pulse (Ref. 1). Because intermediate time EMP and magneto-
hydrodynamic EMP (MHDEMP) affect fewer types of telecommunications
X equipment, equipment responses to these EMP components are not evaluat-
: ed. The discussions in this report are also limited to typical instal-
lations of the selected assets; a]thou?h versions of some equipment
X that have been explicitly hardened against EMP effects exist, these ver-
: sions are not considered for this analysis.

. * Throughout this report, the terms EMP and HEMP are both used to
' refer to this double exponential pulse description of the early time
portion of the HEMP threat.
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1.3 QRGANIZATION

Fﬁr" Chapter 2.0 describes the context of the current analysis and

o provides details on the approach for evaluating network elements. The
uniguc feature of the approach ic that design and construction stan-
dards and practices are used in conjunction with EMP test data to draw
conclusions about specific types of telecommunications equipment. This
obviates the requirement for a costly, site-by-site EMP assessment,

Chapter 3.0 identifies telecommunications assets critical to
continued connectivity within the PSN and 1ists the specific oguipment
types evaluated in this analysis. Equipment is identified in four cate-
gories: switching, transmission, synchronization, and signaling.

e

Chapter 4.0 characterizes the electrical transients induced by
HEMP on telecommunications assets. The estimated transient levels ars
based on EMP simulator test data supplemented by analysis. Significant
physical parameters affecting these transients and the standards and
ercticos used to mitigata conventional transients (i.e., lightning,
FI, power faults) are also discussed. Good EMP protection practices
are prasented for comparison with conventional protection techniques
and for refarence in the assessments presented in Chapters 5.0 and 6.0,

In Chapter 5.0, transmission facilities are evaluated to estimate
HEMP responses; switching systems are evaluated in Chapter 6.0. In
each chapter, the important HEMP coupling modes and paths are defined
and HEMP induced stress levels are estimated; these stress levels are
compared to equipment susceptibility levels to assess HEMP affects.
Thess assessments incorporate results of HEMP simulution test programs,
results of previous theoretical analyses, and standards and practices
used ~y the telecommunications industry.

1
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Conclusions and recommendations are presented in Chapter 7.0.
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2.0 ZMP EVALUATION DESCRIPTION
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2.0  EMP EVALUATION DESCRIPTION

The estimated effects of EMP on the selected network assets
Erosonted in this report are part of a more comprehensive analysis of
MP c¢ffects of concern to NSEP telecommunications planners. This over-
:111:?alysis 1s actually composed of four distinct but interrelated ac-
vities:

Identification of critical telecommunications assets
. Evaluation of the effects of EMP on selected network elements

. Evaluation of the effacts of EMP on networks of interest to
NSEP telecommunications planners

3 . Assessmont of alternative strategies for mitigating the
effects of EMP,

N Each activity 1s described in this chapter. Particular attention is
. given to the mnthodo1ogg used 1n the current evaluation of selected
network elaments. Exhibit 2-1 11lustrates the overall approach to

evaluating the effects of EMP on telecommunications systems and their
network elements.

2.1  IDENTIFICATION OF CRITICAL ASSETS

The first step in the overall assessment of the effects of EMP is
to identify gcneric types of equipment, 1.e., critical assots, based on
postulated NSEP telecommunications capabilities within the PSN. These
“ capabilities result from consideration of the evolving NSEP Telecommuni-

cations Architecture, and National Security Telecommunications Policy

(NSTP) initiatives such as the Nationwide Emergency Telecommunications
- System (NETS). Detailed assessment of the effaects of EMP is limited to
those assets considered critical to the reconstitution of nationwide
telecommunications connectivity. Focusing on these critical assets em-
phasizes the assets of major concern to NCS efforts, sets limits on the

N required effort, and precliudes the analysis of nonessential equipment.
D Critical telecommunications assets were identified in a previous
X study (Ref. 3). That 1ist has been updated to reflect new information

on the functions and structure of the PSN, and the requirements for
" current NCS technical initiatives. The critical assets used for this
[y assessment are presented in Chapter 3.0.
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2.2 EVALUATION OF THE EFFECTS OF EMP ON NETWORK ELEMENTS

The second step in the overall evaluation, and the main subject of
this report, is an evaluation of the effects of EMP on selected telecom-
munications assets used by the nation’s local and interexchange car-
riers. Proceeding from the identification of critical assets, the eval-
uation approach used in this analysis consists of the following basic
elements:

Characterization of assets from an EMP perspective
Identification of engineering standards and practices
Evaluation of EMP effects on selected assets.

The approach is shown in Exhibit 2-2.

CRITERA:
* NSEP CONTRIBUTION
y  * TECHNOLOGY
CRITICAL ASSETS © MARKET PENETRATION
* SWITCHING » CAPACITY
* SIGNALING

* TRANSMSSION
* SYNCHRONMZATION

+ THREATS

ADORESSED STANDARDS & EVALUATION OF EMP « GENERIC MODEL
«METNOD & LEVEL |  SRacTIcES — - PESPONSE

OF PROTECTION P;————’:;? ICES ﬁ_f%?ﬂ;_ﬁm St as
: :: ;Mmo * IEEE « ASSET DESCAIPTION T e
"o o * EMP RESPONSE + EMP TESTANALYSIS
TN « QTHER EMP EFFECTS < EQUIP SUSCEPTIBIUTY | * Ny e

AN

OUTPUT

* NETWORK ELEMENT EVALLATIONS
* UNIQUE EMP VULNERABILITIES
* TEST GUIDANCE

EXHIBIT 2-2. Approach To The Assessment Of
EMP Effects On Network Elements.

The result of this analysis is an estimate of the HEMP-induced
effects on specific types of equipment (e.g., 4ESS or 5ESS switches,
microwave transmission systems) for use in system-level analyses of
telecommunications network responses to EMP. Information shortfalls
are identified along with recommendations for further analysis and
testing to resolve remaining issues. Information shortfalls include
those cases where testing has not been conducted and where standards
and practices are inadequate for relating untested equipment to avail-
able test results with confidence.
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The evaluations of network elements will be used as guidance for
g1anninq Government-sponsored EMP testing. These evaluations will also
¢ used in analyses of tha network-level effects of EMP on selected
telecommunications networks.

2.2.1  EMP Characterizition of Selected Assats

The dot;rmination of tha EMP characteristics of selected assets

begins with the definition of EMP stress levels. The determination {is ,
based on the following factors:

. EMP threat characterization
Coupling characterization
. Engineering standards and practices.

A brief description of the EMP threat provides the basis for
describing coupling characteristics. The cou€11ng characteristics
treated here are cable coupling and direct illumination effects. For
each type of telecommunications asset studied, a generic model is devel-
och based on the physical characteristics of typical configurations.
A1l of the characteristics that are important to the analysis of the ef-
facts of EMP on the particular asset are included.

The model uses the zone and boundary model of typical EMP analyses .
(see Exhibit 2-3). As used here, boundary 1s identifiad as an electro- b
magnetic barrier, which s usulliy a physical surface such as a wall, E!
an equipment rack, a cabinet, or a cable sheath. Some boundaries pro- < B
vide 11ttle or no electrical protection, whereas others may be highly .
effactive metallic shields. Zones are the volumes defined by the boun- i
daries. Analysis of the EMP stress is parformed at each boundary. The Eﬁ
stress at boundary 1 includes the incident electric field and the tran-
sients that are coupled into external conductors. The stress at boun- s
dary 2 includes the electric field in zone 1, the portion of the con- .

& -

ducted transients that have penetrated boundary 1, and the transients o §
that are coupled into the conductors within zone 1. - o
2.2.2  Identification of Applicable Data R :

The next step is to identify EMP test data and the standards and ‘;
practicas that apply to the design and construction of the selected E’ ¥
telecommunications assets under study. Of critical interest are the 1
methods used to conduct tests, thc EMP simulator field levels, the con- - $

figuration of the egu1pment being tested, and the relationship between az
the equipment tested and typical equipment as defined by standards and

practices. For this report, the primary sources of data on typical

"'u

equipment are published standards and internal ATAT standards and prac- . X
tices. oo
2.2.3  Evaluatjon of the Effects of EMP on Selected Assets » B
2. ¢
The final step is to estimate the EMP responses for each of the -
chosen network elements. For each of the {dentified assets, all avail- .
able data are analyzed along with the estimated stress levels. This E} 8
2-4 o«
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analysis is used to estimate the effects of EMP on the particular asset
and to identify unique vulnerabilities.

BOUNDARY 1

T

R

- tQuip
MENT

T

EXHIBIT 2-3. Zone-Boundary Model.

2.3 EVALUATION OF NETWORK-LEVEL EMP EFFECTS

One of the objectives of evaluating the effects of EMP on
particular network aelements is to provide data for evaluations of the
network-level effects of EMP. The proposed approach to network-level
evaluations is introduced in this report to indicate a particular use
for the results of analyses of network elements. The results of

w

network-level studies will be the subject of future reports.
Exhibit 2-4 11lustrates the approach to be followed during
“ network-lavel evaluations. The major inputs come from ithe results of
< evaluations of particular network elements, and from NSTP initiatives

and NSEP architectural analyses. The results of the evaluation of net-
work elements will provide the data for estimating failure probability
distributions of network components as a function of tested EMP stress
levels., NCS technical initiatives will be used to determine the nature
of the telecommunications networks to be evaluated fur the network-
Tevel effects of EMP. At first, network-level evaluations will focus
on NETS, using the most current description of a NETS system topology
available from ATA&T. A network connectivity analysis model will be
used to estimate EMP effects on network physical connectivity.
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2.4 ASSESOMENT OF EMP MITIGATION ALTERNATIVES

The ability to evaluate the network-level effects of EMP will
allow planners to assess the efficacy of alternative strategies for
mitigating the eff ts of EMP. Network element EMP mitigation strat-
egies, which woulu affect the estimated failure probability distribu-
tions, will be evaluated based on their expected contribution to the
maintenance of physical connectivity. Likewise, system topological de-
sign approaches will be evaluated based on overall expected connectiv-
ity performance in the face of EMP stress. Finally, network-level anal-
yses will be used to ?rovide further guidance to EMP test planners by
identifying additional network elements critical to the maintenance of
connectivity.
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3.0  CRITICAL ASSET IDENTIFICATION
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3.0 CRITICAL ASSET IDENTIFICATION

The first step in the EMP evaluation approach described in
Chapter 2.0 is to identify critical assets within the PSN. This chap-
ter describes the rationale behind the critical assets identification
process, and indicates those particular equipment types that are being
considered in the current FMP effects evaluation.

3.1 ASSET IDENTIFICATION RATIONALE

The purpose of identifying critical assets of the PSN is to focus
EMP analyses on those telecommunications assets that can contribute
most toward the development of a capability to reconstitute communica-
tions in an emergency. This ensures that the EMP evaluations remain
focused on those telecommunications assets that can provide the great-
est contribution to critical network operations and reconstitutability.
Such NCS initiatives as Commercial Satellite Survivability (CSS), NETS,
Carrier Interconnect, and the NSEP Telecommunications Architecture con-
tribute to network connectivity in a stressed environment and enhance
the reconstitution of critical communications. The value of these ini-
tiatives is directly proportional to the survivability of particular
classes of network facilities including:

Switching
Transmission
Signaling
Synchronization.

The objective of the critical asset identification process is to
determine which specific types of equipment within these individual
classes are particularly important to the overall NCS objective of
achieving survivable and reconstitutable telecommunications capabili-
ties. This importance may be due to the prevalence, capacity, or func-
tional criticality of particular equipment types. Earlier approaches
used in the identification process are described in NCS EMP Mitigation
Program: Identification of Critical Telecommunications Facilities and
an_Approach for their EMP Evaluation, National Communications System,
June 1983. That reference also presents the results of the initial
critical asset identification using the described methodology. A more
refined set of critical assets is given in NCS EMP Mitigation Proqram:

Evaluation of Facility EMP Vulnerabilities - Interim Report, National
Communications System, February 1984.

Iin this report, the results of the previous critical asset analyses
are further refined to include considerations of the NCS initiatives
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which rely on certain PSN equipment types. The NETS project is the pri-
mary influence on critical asset {dentification. In the remainder of
this section, the sw1tch1ng, transmission, s1gna11ng,‘and synchroniza.
tion needs of NETS are emphasized, and the oguipmon types that are use-
ful to NETS objectives are identified. In aadition, the subset of
these assets that are evaluated in subsequent sections of this report
are noted. This subset represents those assets for which test data and
analysis results are currently available. The remaining critical as-
sets will be evaluated as test dats become available,

3.2 SWITCHING

Based on proposed NETS configurations within the ATAT network, the
two switches of primary importance to NETS are the Western Electric
4E5S switch and SESS switch., Switches in other networks that provide
significant opportunities for supporting NETS {nclude:

. Westarn Electric 1AESS and 1ESS switches

. Northern Telecom OMS 280, DMS 200, OMS 100/200, and OMS 100
switches

“ . Automatic Electric 3EAX, SEAX, and 1EAX switches
f Westarn Electric No. 5 Crossbar switch.

Switching systems included in the current EMP analysis are:

L . 4€SS

:“’I} . SESSo ‘l *
‘ These switch typas ars included in the present EMP analysis because

S of their importance in the carrier networks, their support of NCS tech-

@5 nical initiatives (particularly, NETS), the evolutionary prevalence of

e their technologies, and the availability of applicable test data and 2

e analyses, ESS systems are of particular interest in this report be-

e cause they are based on semiconductor components, which are more suscep- A
g tible to electrical overstress than alectromechanical components, The )

Y electromechanical predecessors to ESSs, such as stapby-step, ?anel, and

i cross-bar systems, are based on technologies that are generally con-

e sidered to be robust to the effects of EMP. I

o The 4ESS switch is a 1arge, s011d state toll system. 1Its design

™ includes the extensive use of large-scale integrated circuits. The

5ESS switch 1s a modern, entirely solid state s{stom intended primarily
for local switching IDD{1CIt10n8. [ts design also uses large-scale in-
tegrated circuits and incorporates fiber optic cables for interbay con-
nections. Although the 4ESS switch has yet to be tested, an engineer-
ing analysis of its survivability {s included because of the pravalence
of the 4ESS in the PSN. The 5ESS switch has been the subject of exhaus-
tive test and analysis; this report includes an analysis of the results
of that test program.
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3.3 TRANSMISSION

- In NETS network designs, 1ittle amphasis has baen placed on identi-
fying the specific types of transmission facilities that will be used
to support the system. In general, howaver, the intertoll facilities
of interest to the NETS network are:

. Microwave systems (especially TD-2 and TD-3)
. L carrier sytems (particularly L4 and LS)

. Fiber optic systems

. T2 carrier systems.

Given technological trends in the short-haul transmission arena, the
follow&ng systeams should also have some importance in an overlli NETS
network: :

. Tl carrier systems

. ON carrier systems (ON1 and ON2)
. N carrier systems

' Fibar optic systems

' Short-haul microwave systems.

The critical transmission facilities considered in the EMP effects
analysis reported herein are:

. Tl carrier system

' FT3C multi-mode optical fiber system

. L4 and LS analog coaxial cable system
TD-2 microwave system.

These transmission facilities are included in the present EMP analysis
because of their prevalence in the PSN and the availability of applic-
able test data. The digital Tl carrier system has been tested exten-
sively for EMP effects, and 1s representative of the T carrier tech-
nology used for exchange area transmission., The digital FT3C system
has also been tested for EMP effects, and is typical of the fiber optic
technology used for trunk transmission. L carrier systems are used
widely as intertoll facilities, and have been tested for EMP vulnerabil-
ity. Microwave system: are applied to both intertoll and short-haul
transmission constituting approximately 60 percent of all transmission
capability in the existing public networks.

3.4  3IGNALING

Operation of a network of switches and underlying transmission
facilities requires the use of control signals to indicate the status
of particular circuits and to pass call information. Without signaling
capabilities, effective use of surviving switching systems and transmis-
sion facilities would be impossible. In the present commercial net-
works, two kinds of interswitch s1gna11n? are predominantly used:

g

per-trunk signaling and common channel signaling. The impact of each
1s discussed below.
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{ 3.4.1  Per-Trunk Signaling

Per<trunk signaling uses as the signaling medium the facilities
over which voice 1is passed. Both the sending and receiving of call
control information are performed by the switches at either end of the
circuit. The survivability of per-trunk signaling is in direct rela.
tion to the survivability of the switches and trunks used for voice
messages. In general, whenever a usable voice path that depends on

er-trunk signaling is present, the requisite signaling capability will
be present as well. At present, the local exchange plant relies pre-
dominantly on per-trunk signlIing. Many smaller interexchange carriers
a1s0 use this signaling scheme.

'ﬁ<l‘

3.4.2  Common Channal Signaling

Common channel signaling (CCS) uses data 1inks that may or may not
! be h¥s1ca11y associated with actual voice paths. In the ATAT version
of CCS, known as Common Channel Interoffice Signaling (CCIS), the s1$-
n|11ng paths are quite distinct from the voice paths they control. The
result is that working voice paths may not be usable due to the loss of
the required CCS. This situation is exacerbated by the distribution of
signalin? control for CCIS in only a few Signal Transfer Points (STPs).
By the mid-1990s, practically all routes within the ATAT to11 network
wil) be under the control of CCIS. Othar interexchange carriors, how-
ever, will 1ikely remain with per-trunk signaling schemes until econom- -
ic factors force the consideration of CCS. i

E I

e

CCIS uses dedicated data links as well as existing transmission
facilities to carry signaling information. Therefors, the survivabil-
ity of the 1inks in the CCIS network is similar to that of voice trans-
mission facilitias and the accompanying data 1inks. The survivability
of the CCIS system also depends on the survivability of the STPs, o
which are the nodes of the CCIS network. The STPs use electromechani- ke
cal and integrated circuit technologies similar to those of the switch-
ing systems used for voice message traffic., Therefore, in many re-
spects, the vulnerability of the STPs is similar to that of the switch-
ing systems described in Chapter 6.0.

3.5  SYNCHRONIZATION

Synchronization is necessary to maintain reliable transmission over o
digital facilities. Within the ATAT network, the Bell System Reference Rl
Frequancy (BSRF) 1s distributed to switching systems supporting digital ¢
transmission based on a hierarchical plan. The reference frequency is
?anerated by three extremely stable oscillators operating in parallel

n an underground site in Hillsboro, Missouri.

B I

R OOy e
PSS I ]

The transmission network for the reference frequency uses the same
transmission facilities that are used for transmitting voice signals;
no transmission facilities are dedicated to synchronization. There-
fora, the EMP vulnerability of the synchronization network transmission
facilities is the same as that of the voice network. Extensive redun-
danC{ is used to preclude loss of synchronization due to the loss of a
few 1inks in network. Loss of a particular transmission facility can
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be covered by using other facilities that normally carry voice sig- ﬁi::ffii; :
nals Operationally, nodes in the synchronization network use the refer- ity
ence frequancy they receive mlstcr‘ to synchronize their own oscilla- e
tors {slavcs). The output of the slave oscillators is then sent to the B
naxt Tevel in the network. If a node receives no reference frequancy, -
the slave oscillators maintain operation, thus acting as frequency ref- e
erences themselves. A1l transmissions that use only facilities that ob- .-
tain their synchronization from slave oscillators (directly or indirect- o
1y) are unaffected by the loss of the BSRF. The oscillators prasently L
used can operate many weeks without an update from their masters and mr
sti11 support communications without significant message loss. Each of o
:?cso factors contributes to the survivability of synchronization func- s
ons. S
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4.0  CHARACTERIZING THL EFFECTS QF EMP w7

An important step in the characterization of critical assets from
an EMP perspective 1s the deteruination of EMP induced stress levals. :
This chapter identifies s1gn1f1cant parameters affecting EMP res?onses B
of telecommunications assets and summarizes the expected stress levels.

In the approach taken here, the assets and the EMP threat are
described generically, with emphasis on the external environment and
1ts coupling to and through external equipments into a building. For

convenience, the assets ara associated with a set of zones and bound- @"
aries as shown in Exhibit 4-1, :
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EXHIBIT 4-1. Zone-Boundary Mode! And Communications :%:"'
Network Elements. & ‘:.'
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This zone-boundary model is a representation of a
telecommunications site from an EMP analysis ?erspoctivo. The impor-
tant features of the model relate to FMP coupling and attenuation as
depicted in Exhibit 4-2. Note that one set of features shows conven-
tional electromagnetic protection considerations; the other three sets
are penetrations, shielding, and apertures.

The penatrations shown in Exhibit 4-2(a) are commonly found in PSN
buildings. The power lines, communications cables, and microwave anten-
nas are efficient electrical connections for conducting EMP into buil-
dings. However, EMP can also couple significant cnor?y through water
pipes, gas pipes, and even sewer pipes. Since electrical surge effects
from 1ightning, for example, are considered in the basic design of most
telecommunications builidings, the analysis of these EMP penetrators
must include the effectiveness of conventional protection.

The physical structures define an electromagnetic barrier.
Exhibit 4-2§b) shows the various possible structural elements that
could shiald out EMP. Larger ATAT buildings typically have a steel
I-beam frama. In cases where poured concrete construction is used,
stee] wire mesh or steel reinforcement bars (rebar) are often used. In
the case of concrete block construction without the benefit of such re-
inforcement shielding, screens may be installed on the interior side of
the walls. These items may be present as part of a radio frequency in-
terference (RFI) shield. Another possibility is that certain rooms
within the building may have shielding for interference protection.
Once a picture of each structure’s charactaristics is developed, the
EMP shielding of the structure is estimated.

In order to complete the descriﬁt1on of EMP effects on a
structure, the apertures, which are holes in the outer boundary, are
identified. In Exhibit 4-2(c) the types of apertures normally encoun-
tered are shown. Doors, wincdows, and service access panels are obvious
o?onings in the outer boundary, Vents and roof drains provide addition-
al possible openings. There may also be holes from construction or
changes and replacement of equipment.
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The conventional EM protection perspective is represented in
Exhibit 4-2(d). Conventional EM sources include surges (e.g., due to
lightn1n?) on incoming 1ines or unwanted EM fields (e.g., from radar)
penetrating the building. The analogy with EMP 1s clear, and the con-
ventional protection schemes used to counter these threats must be in-
¢luded in a representative model in order to perform the EMP evaluation
of both the protection scheme and the facility response.

The remainder of this chaqtor contains a brief descr1et1on of the
EMP threat, estimates (stress levels) of the external coupling (bound-
arf 1) to facilities, and the effects of conventional protection
schemes and their EMP responses. In addition, a summary of some typi-
cal stress values induced on boundary 1 and boundary 2 by diffused
fields (zone 1) is given.

1= 2 ex ed

g
\
AR
- s
"
\
: R o I Y. " (L] t et » LT RSy ATt e o
‘-.':"‘:5":“'-‘?.n'..'a"‘;'?'q'.‘-°"n"'n‘.‘u'. i "c'."‘-".'a‘-'. ‘ '.‘:'.‘h'_'\- \.“. e .!'- LAY N.f (LA . ol- |-|- e, 4 v W A p Q) W




EXHIBIT 4-2. Important Features Of Central Offices
From An EMP Perspective.
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4.1  THE EMP THREAT

EMP 1s a phenomenon created by a nuclear explosion. It is a
transient disturbance produced by axoatmosghor1c. atmospheric, and sur-
face bursts and {s characterized outside the source region chiefly by
1ts short duration, high-intensity radiated electromagnetic field.

This radiated field can cause severe disruption and possible damage to
communications equipment. The most serious EMP threat is from an exoat-
mospheric or high-altitude burst of a large yield weapon that can {1lum-
inate a large portion of a communications network and s1mu1taneous1{
disrupt and damage communications equipment over a wide geographica
user service area.

Hiﬂh altitude EMP, or HEMP, consists of three separate ghascs:
the eariy-time portion, commonly referred to as eariy-time HEMP, ar-
rives at the earth’s surface very quickly and lasts about 1 us. The
second part of HEMP, sometimes called intermediate-time HEMP, occurs
between times of 1 us to 0.1 s. The third part of HEMP, called magneto-
hydrodynamic EMP or MHDEMP concerns elactromagnetic disturbances last-
ing beyond 0.1 s (Ref. 2%. It 13 the unclassified early-time HEMP

(Ref. 1) from the high-a titude burst that is emphasized in this docu-
ment since the EMP, blast, radiation, and thermal effects of air and
surface bursts are only significant in negating geographically small
communications functions.

~Briefly, the 0ar1ﬁ-t1mo HEMP arises when the prompt gamma

radiation from the high-altitude nuclear detonation ionizes the upper
atmosphere. Tha ionized region radiates a transient electromagnetic
pulse. The radiated fields on the earth’'s surface are intense and
cover large geographic areas, making HEMP a general threat to electron-
ic systems and networks. Three unique characteristics of HEMP distin-

uish 1t from other electrical/electromagnetic environments: the ampli-
ude of the electric fields (on the order of 50 kV/m), the rise time of
the fields (on the order of 10 ns), and the broadband frequency spec-
trum (0.1-100 MHz)., The amplitudes of the electric fields are much
larger than other EM radiation sources such as radar and radio frequen-
cg nterferance. The rise time 1s faster than most 1ightning strikes.
The broadband frequency spectrum implies that facility elements not
usually considered as "antennas" can collaect significant energy.

Exhibit 4-3 1s an unclassified representation of the alectric and
magnetic field time profiles and a frequency domain ?1ot of the elec-
tric field from a high altitude nuclear explosion, This simplified
description of the EMP threat indicates the faatures needed to identify
the basic fac111t¥ EMP characteristics, and provides for a composite of
extremes, or the "worst case," for all parameters of importance (i.e.,
the shortest rise time, the longest fall time, and maximum amplitudes
for both the vertical and horijzontal polarizations). Refs. ! and 4
provide additional descriptive and quantitative data for the EMP phenom-
enon the high-altitude burst,
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EXHIBIT 4-3. The HEMP Threat.

4.2 CABLE COUPLING

This section provides typical threat values for aerial, buried,
and shielded cables as well as a description of the significant phys-
ical parameters that affect these values (e.g., polarization, angular
inci‘dence, soil conductivity, and cable de?th and height). A more thor-

oug_h analysis of long-cable (transmission 1ine) pickup is given in
Refs. 1, 5, 6.
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A variety of factors influence the coupling of electromagnetic:

enargy to long-line penetrating conductors. The EMP waveform character-

fstics such as magnitude, rate-of-rise, duration, and angle of arrival
are important factors. Characteristics of the conductors are also im-
portant, e.g., conductor geometr (1ength, diameter, path terminations,
distance above or below the earth's surface), conductor shielding, and

conductor electrical properties (e.g., resistivity, inductance, capaci-
tance per unit lengthg

4.2.1  Asria] Cables

The principal mode of EMP excitation using transmission 1ine
theory is the common mode signal between the cable(s) and ground.
Exhibit 4-4 shows the coordinates used for this discussion.

drection of propegation
of incident wave

, /cbcvo_-qrmd wire

R R A N R M I e,

EXHIBIT 4-4., Coordinates For Angle Of Arrival Of
Incident Wavae.

To determine the common mode line voltages and currents procuced
on a given system, the values of the following paramaters must be
found: the common mode propagation constant (v) and the characteristic
surge impedance (Z.), the common moda impedances at the terminations,
and the distributed series voltage source function (V,). The dis-
tributed series voltage source function (in V/m) is essentially the
total Tongitudinal electric field (along the z direction in Exhibit
4-4) that results from electric and magnetic induction.
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The characteristic impedance of a multiconductor line can be
expressed in terms of the radius (ag) of an equivalent single conduc-
tor at in average height (h) and as:

L* !z-:ln-:—h

where Z, = 377 ohms.

Losses in the conductor and ground must ba taken into account for
the propagation constant (v). The propagation constant is given by

yo R+ kiliB + kO

where J -\I-l. w = angular frequency and R, L, G, C are the
distributed resistance, inductance, conductance, and capacitance per
unit Tength. For perfectly conducting ground and a lossless line,
Yo jw . A mory thorough comparison of the effects that the lossy
and lossless proﬁagat1on constants have on induced currents will be
shown Tater in this section. - :

The open-circuit voltage or short-circuit current, together with
the common mode line impedance, can be used to replace a transmission
1ine with 1ts Thevenin or Norton equivalent circuit. This can be used
with the network representing the system beyond the transmission 1ine
terminals., Worst-case estimates can be based on the open- and short-
circuit termination values. In addition, an incident common mode may
cxcite other modes (differential) on the 1ine because of multi-cable
configuration and imbalances in the 1ine-to-ground impedances.

The peak values of the induced transients are determined by
sections of the line near the load end (critical 1ine length) and, in
many cases, are not influenced by the overall 1ine length. That is,
the critical iine length (L.), or the langth of the 1ine whose
terminal response is the same as that of the sami-infinite 1ine up to
the time-of-peak, 1s given by

¢T,
26 l""1--cns¢m<b

whare ¢ 1s the speed of 1ight and Tp is the time-to-peak. The angles
of inzidence are shown in Exhibit 4°4 with respect to the ¥ vector of
the plane wave EMP and the cable direction. It should be noted that

"y the transmission 1ine approach used here is valid when the cable height
(h) 1s small compared to the wavelength of the radiation, although the
| method gives surprisingly good results even when this condition is not
. satisfied.
4-7
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The transmission 1ine acts as an integrating network for both the
directly irncident and ground-reflected waveforms. The polarizations
are defined such that the incident electric field vector 1s parallel to
the air/soil interface for horizontal polarization, and for vertical
polarization the electric field vector 1ies in the plane containing ¥
and a 1ine perpendicular to the air/soil interface.

Exhibit 4-5 shows the time dependence of the current on an
overhead line in a parametric fashion so that estimates of the current
can bo~mad|t’s~a:funct1on of the soil conductivity $¢3. incident pulse
shape éE e"*/r), and characteristic impedance (Z.) for both verti-
cal and Rorizontal polarizations. For ca1cu1at13nal convenience, the
peak current induced at the end of a lossless cable over an infinitely
conducting so41 by the incident pulse shape is on the order of

Tpe w Eadpeind o, o (V,e)

where the angular dependence (directivity) is approximately

Dy =3 _#V“.q’ for horizontal polarization

and

Dy -% for vertical polarization.

For example, a response for aztyﬁ1ca1 pulse width ( = = 100 ns) and
m

ground cgnduct1v1ty (e =10 08) is shown in the curve labeled
orm 1077 at ys= 30°, o= 0°,

s a2

-

22 222 B S5 W

The determination of induced current in lossy transmission lines
with the inclusion of the frequency dependence of the propagation con-
stant and both the frequency and angular dependence of the reflection
and transmission coefficients of the electric field at the air/soil in-
terface requires a numerical integration (Ref. 1{. Exhibit 4-6 shows
the result of a numerical evaluation for both polarizations. In the
exhibit, the peak voltage versus angle of incidence for maximum direc-
tivity is shown for characteristic soil conductivities, and a compar-

lgon is made with the lossless transmission cable at a line height of
mb

»

A
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EXHIBIT 4-5. Short-Circuit Current Induced At The End Of A
Semi-Infinite Serial Wire By An Exponential Pulse.

For vertical polarization at a given elevation angle §W) maximum
coupling to the line occurs for incidence near the vertical plane con-
taining the X axis and the cable (@ = 0°), Compared with the loss-
less response, there is an enhancement of the open-circuit voltage.
This 1s due to the partial reflection of the electric field vector from
the imperfect ground plane. At broadside incidence (¥ = 90°), the
magnitude of the reflection coefficiant 1s nearly 1 and its phase is
near 0, so that the ogcn-c1rcu1t voltage response is nearly equal to
that of the lossless line.

As the angle of alevation decreases, the magnitude of V,. in-
creases due to the rapid decrease in both the magnitude and pﬁase of
the reflection coefficient. This behavior continues until small angles
of incidence are reachod, where the critical 1ine length rapidly in-
?r::ses and line loss dominates, which suppresses any voltage accumu-

ation.

The maximum response for horizontal polarization is obtained when
tha angle of incidenca for elevation and azimuth are equal (w'-¢&.
For this polarization as compared to the vertical polarization, the mag-
nitude and phase of the reflection coefficient do not vary significant-
1y with elevation angle over the frequency range in question. As a re-
sult, 1t 1s similar to the lossless case except where the line loss dom-
inates at the smaller angles (< 20°). Exhibit 4-7 summarizes the
peak voltage, peak current, time-to-peak, and critical length of line,
as well as the angle of incidence for which these maxima occur for both
polarizations for a typical 1ine 10 m high with Z.=500 ohms.
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EXHIBIT 4-6. Lossy Line Peak Open-Circuit Voltage vs.

Elevation Angle.
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EXHIBIT 4-7. HEMP-Induced Transients On A Powarline Fry
(.Zc s 500“, h - 10 M).
&£
The earth is ganerally characterized as a fair conductor for
calculation of the reflected field above the air-?round interface. P
However, the ground plane really has a diffuse thickness proportional ":i;ef;
to the skin depth of the soil. For the frequencies of interest in the e
EMP spectrum, the skin depths range up to several meters in depth. A
The imperfact reflection of an EM wave on the air/soil interface .;«;..
results in partial transmission of the longitudinal field component st
%a]ong the cable), which acts as a distributed voltage source function. :'Z:f,»v.
he characteristic soil impedance Z. in this environment is different .-',“‘.o:;
from the aerfal case due to the difference in soil permittivity (e¢) and 'y,
conductivity #c). For most practical cases, the soil impedance per L
unit length of a buried cable is given by P
o by (VT s
= ' = a't‘:
- 0 (e ) luly e
=
where a is the conductor radius, & is the skin depth, and wy is the A
permeability of free space. :".'é‘,‘.
":t‘::
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The propagation constant for the buried transmission 1ine (with
the surrounding soil as a return conductor) for most practical cases
has a magnitude that is inversely proportional to the skin depth

{i+}) Whot
ve L Y
where a is the ground conductivity.
The peak short-circuit current for a surface cable is given by the
approximation

' £, Ver
I = 84 x 108 °—°—'- Dy, v ¥, 0)

where

Oy = siny sing, for horizontal polarization
and

Dy = cos @ , for vertical polarization.

Exhibit 4-8 shows the parametric dependence of the induced cable
current as a function of time. The pirameter for the depth of burial
(d in meters) is given by

d Y ¢
p f e @
Ar ar

7z SX1 = GR 55 o o S am e llllﬁ = =
e VA T Bt g o : — — n

o B 3

where the constants u,, ¢, r are defined as in Sgct1on 4.2.1 on aerial
cablas, For example, for the curve p=0.1, ¢=10"° mhos, and

r 250 ns, the depth of burial is 1 m (del) and for p=0.1, de3 m. The
time-to-peak for depths of 0 to 3 m is about 0.85 r or 200 ns for
r=250 ns. The increase in rise times with the increase in cable
depths is indicative of the sh1e1d1n? effect that the ground has on the
high-frequency components of the incident spectrum,

Exhibit 4-9 depicts the angular coupling D for each Eo]ar1za-
tion. Comparing thease dependencies with the aeu1¥1 case (Exhibit 4-7),
it can be seen that the peak-induced signal strength for vertical polar-
ization is more sensitive to the elevation angle ? v) for an overhead
1ine as opposed to a buried 1ine. For horizontal polarization, the

peak signal strength of the buried cable is more affected by ¢ than
the aerial line.
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EXHIBIT 4-8. Normalized HEMP-Induced Waveform On Long
Buried Cables.

Numerical evaluations of the induced currents with the inclusion
of the 1m?odanc¢ and propagation variations on skin depth and frequen-
cy, as well as the angular and frequency depencence of the transmission
coefficients, resuited in maximum threat levels of 2 kA with rise times
on the order of 200 ns. The critical 1ine length for buried cables is
exprassed as

VT
L = 1002 for bare cable

and
log bia
L =8 x 100 10¢, for insulated cable

where a {s the radius of the conductor, b 1s the thickness of the in-
sulation, and ¢, is the dielectric constant of the insulation. For

typical parameters given above, the critical line length is on the
order of 15 to 30 m.
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EXHIBIT 4-9. Relative Amsl1tude For Peak Induced
Current On Buried Conductors. Eg
4.2.3  Yertical Risers g
A vertically polarized EMP will induce currents in vertical
conducting componants of service entrance conduits (e.g., downleads
from power and communication 1ines) or in conductive structures such as
radio towers, waveguides, and cables to overhead antennas. For horizon- -
tally polarized waves, the vertical elements behave as passive impedan- éﬁ

ces with delay times associated with their lengths. The vertical




element is treated as a transmission 1ine with its upper-end terminated
in impedances appropriate to the physical system.

The current induced in a downlead from an overhead power line is
shown in Exhibit 4-10. In this example the 1ine is short and the angle
of incidence is 30°* or 0°. The peak current is 1imited by the
1ine height in this example; for taller structures, the leadin? edge of
the current wave will continue to rise as the integral of the incident
wave (towers are discussed in Section 4.2.4). The induced current will
increase with structure height for structures up to a few hundred feet
high. The parameters used in Exhibit 4-10 are the same as described in
Sections 4.2.1 and 4.2.2.

n
ol o
olm
a
~ 0.08
s
-t
g 0.04
a 0.02
~N
[}
3
y = 30°
S 0 ﬂ"’i [P B U T
0.2 0.4 0.6 0.8 1.0
TIME-.8

EXHIBIT 4-10. [Induced Current At The Base Of A Vertical
Riser By A Vertically Polarized Incident Wave.

The current waveform shown is that induced in the vertical element
only; this current must be added to any current induced in the horizon-
tal line éby a vertically €o1ar1zed incident field) with prnper regard
for time delays. The total current induced {s dependent on the
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reflection coefficient at the base of the vertical riser, the transit
time from the base to the top, and the angle of incidence of the ver-
tically polarized field. Ffor grazing incidence, ¥ = 0° and

o= 90, the vertical riser current can be larger than the horizontal
Tine current. Further detatlied evaluation of the current waveforms
;osu1t1ng from vertical risers and horizontal run can be found in Ref.

4.2.4 Microwave Towsr/Wavequide.Couoling

Long-haul transmission systems frequently use 1ina-of-sight
microwave radio. A structural steel tower at each junction in the sys-
tem genarally supports the microwave antennas. These towers usua]l{
range in haight from 30 to 130 m. Exhibit 4-11(a) shows the typica
method for connecting the waveguide to the antenna tower and grounding
the tower. To protect the structure and equipment from 1ightning tran-
sients, the entire tower/waveguide structure (tower, waveguide, race-
way, and ac conduits) is well-bonded to the station's ground.

Both vertical and horizontal components of a HEMP transient can
effectively couple to this system. Most of the induced current follows
the low impedance path formed by the tower legs and external rin?
ground, although some current enters the building via the waveguides
and ac¢ conduits. Analytical models to predict the induced currents on
the tower and waveguide are extremely complex and the results are uncer-
tain. Consequently, estimates are based on simulation testing and
scale model (Refs. 9, 10, 11, and 12) tests. For purposes of initial
estimates, the system can be modeled as a fat monopole above a ground
plane (see Exhibit 4-11(b)) or a fat dipole with a half-height equal to
the height of the tower,

The expected response of the dipole to a broadband pulse is a
damped sinusoid with a ringing frequenc{ around f, = 75/h MHZ where h
is the tower height in meters. The amplitude of fhe tnduced current is
proportional to the tower height and width (or fatness). As the width
increases, though, the induced signal has a broader bandwidth and lower
Q (damps out more quickly). Exhibit 4-12 can be used to determine mini-
mum and maximum peak currents on the tower as a function of the fatness
factor f, = 2 1n 2h/a, , where h is the tower height and a, is
the equivilent dipole radius. The ordinate value 1s in amperes per
foot, so multiplying by the tower height gives the peak current in
amps. The lower limit of @, (maximum current) {is assumed to be the
radius of a circle c1rcumscr§b1ng the tower base. The upper 1imit of
Q4 (minimum current) is based on the effective radius of a single
waveguide descending the tower from the microwave antenna,

The distribution of induced currents that do not follow the low
impedance path from tower to ground results in half of the induced
current traveling over the waveguide and half over the ac conduits.

The maximum tower current from the vertically polarized field is about
11 kA peak-to-peak and the maximum ﬁeak-to-peak current from a horizon-
tally polarized field is 3.5 kA, This results in about a 6 kA
peak-to-peak current on the waveguide.
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EXHIBIT 4-12. Peak Tower Current vs. Fatness Factor.

4.3  DIRECT ILLUMINATION

Oirect 11lumination threat values given hare refer to exposure to
an incident EMP field without consideration of the contributions from
conduct1ng penetrators. This direct {1lumination exposure results from
the free field interaction with the ground as well as the penetration
through walls, roof, doors, windows, and other apertures.

As a result of this mode of penetration, internal induced signals
will be dependent on the internal cable lengths, terminations, and
building construction. No simple single model exists for predicting
the induced transient lavel for these complex situations. However,
site-specific geometric and cable arrangements can be modeled for
analytic purposes, or EMP simulator testing can be used to determine
internal signal levels. The results from previous analyses and tests
can then be used to develop order-of-magnitude estimates of the inter-
nal induced stresses.
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A data base has been developed for determining the signal levels
from direct illumination in essentially unshielded operational facili-

ties through test programs
These tests examine
ing construction on signals induced on interbay (internal) wiring.

years,

the effects of angu

Refs. 11, 12, and 13% over the last several
ar incidence and build-

The

tests have shown that measured currents induced on interbay wiring can
be characterized as the sum of several damped' sinusoidal transients.
Exhibit 4-13 shows the typical ranges of parameters such as ringing fre-

quencies (f
tude curren
to site.

21,

amps.

The range
Also, the e-folding

damping factor (t / ), and 95 percentile peak ampli-
1 8id not vary significantly from cite

ime (decay time) was not strongly depen-

dent on the ringing frequency.

Peak-to-Peak Current (Amps)

Type of Building

Concrete | Poured
fo(MHZ) t1/e( ) Block in Place
Average 1.2 4.6 10.0 0.3
Median 6.3 4.3 6.0 0.3
Range 1-16 1-8 3-20 0.2-5.0

EXHIBIT 4-13. Induced Current Waveforms

From Direct I1lumination.

Exhibit 4-14 shows an example of the waveform that represents an
internally coupled damped signa Sét). The damped signals are the
result of reflections, interbay inductances, and capacitances present
within the wiring distribution.

4.4 BOUNDARY ] PRACTICES AND EFFECTS

This section covars boundary 1 characteristics and practices that
partially mitigate and alter the conducted and 11lumination stresses.
These include cable and building shields, shield terminations, bonds
and grounding paths, transient protection, and filters. Each is dis-
cussed with respect to present and potential applications in the PSN.
This section details the basics of boundary 1 transient mitigation tech-
niques and estimates expected stress levels radiated and conducted
through the boundary to zone 1 and boundary 2 of generic network sites.
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4.4.1  gshielding Principles

Shielding plays a principal part in HEMP wnitigation. In shielding
practice, a distinction is made between cable and volume sh1e1d1ng.
Cable shields provide a path (the shield) for induced or coupled EMP
current, other than the signal or power wire itself,
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Volume shielding is el~ctromagnetic isolation of conductors or
volumes from one another. Shields are thought of as impervious bar-
riers with imperfections. In a building in the PSN, the first layer,
or boundary 1, is the building structure. For exposed cables, the
first layer is the sheath that surrounds the signal lines.
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Shields can mitigate electric (E) and magnetic (H) fields. For
E-field shielding, the requirement that the shield be continuous, or
closed, s of paramount importance (Faraday's Law). For H-field shield-
ing, currant must flow over the shield; the shield must provide a low-
impedance patl (Lenz’s law). Important properties for attenuation are
conductivity, thickness, and permeability.

Shielding action is unchanged when shields are grounded, since the
relation between current on the shield and field in the shield depends
strictly on the shield transfer impedance, independent of grounding.
However, shields should be grounded for safety or to minimize reflec-
tions when large induced sheath currents are expected.

Some important parameters in the discussion of shielding are
shielding effectiveness and transfer impedance. The definition of
shielding effectiveness (SE), in decibel units, as a relation between
?h:}fie]ds exterior and {nterior to the shielded volume 1s defined as

ollows:

FIELD AMPLITUDE (EXTENOI\)]

8E(dB) = 20 logyg [ml.n AMPLITUDE (INTERIOA)

This 1s usod ir volume shielding (e.g., the change in field scrength
after passing through walls of a building).

Transfer impedance. when multiplied by the current that EMP has
induced on a shield, prov.des the vo]ta?e developed inside the shield
with respect to snield ground. The smaller the transfer impedance, the
more effective the shield 1s in reducing induced voltage or current.
The current that then flows on the inner conductors is a fuaction of
the characteristic impedance of the inner conductors and of the elec-
trical loads on both ends of tha cable. For cable shields, the trans-
fer impedance gives a more useful measure of shielding than shielding
effectiveness based on the ratin of shielded-to-unshielded current.

The determination of transients induced onto cables by EMP
typically involves two calculations: the calculaticn of coupling onto
the sheath (i.e., Section 4.2) and the calculation of the voltage in-
duced on the internal wires. The calculation of coupling onto the
cable sheath depends on cable construction and location, and will be
discussed for some typical caseas in Section 4.4.3. Exhibit 4-15 11lus-
tr;%es the calculation of voltage induced on a wire within a shielded
cable.

Also important is the skin depth, which is a measure of the depth
to which currents penetrate in a conducto+. Skin depth, &, is a func-
tion of frequency, conductivity, and permeability. An even more signif-
fcant parameter is T/8, the ratio between shield thickness and skin
depth. A rule of thumb is that good shielding will result if T/8>1;
the curve of attenuation as a function of T/8 shows significant reduc-
tion at T/é = 3 and drops off logarithmically for lower values of T/s .
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CONNECTOR
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INNER CONDUCTORS

Zr W = ET W) | lggp W)

* FOR A CABLE BRAID, Zy HAS UNITS OF OHMS/M
* FOR A CONNECTOR, Zy HAS UNITS OF OHMS

av = lEMPZT[

AV = VOLTAGE DROP ON CENTER CONDUCTOR OF CABLE OF LENGTH
lemp = SHEATH CURRENT

Zy = TRANSFER IMPEDANCE PER UNIT LENGTH
£ = INCREMENTAL LENGTH

EXHIBIT 4-15. Cable Shield Transfer Impedance Calculation.

Field wavelength is an important variable in shielding
predictions. When field wavelength is smaller than or approaches the
size of apertures, holes, or discontinuities in a shield, the SE is
reduced dramatically. When the wavelength approaches unshielded wire
lengths or shield lengths, ringing or resonance can alter the SE by
orders of magnitude. In addition, when the wavelength of the H field
approaches the dimensions of the shield, grounding of the shield is
important, so that induced current has a circuitous path or so that
current reflections on the shield are reduced.
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4.4.2  Buildina Shielding

Volume shielding ma{ exist as a natural consequence of building
construction, or it may be a design feature. EMP hardening usually
includes shielding at the building level, but all buildings alread
provide some protection depending on the amount of structural metal.
Generally, buildings dcsiﬂnod to withstand up to 0.5 psi overpressure
are made of concrete block or thin precast panels that contain some
stes) bars and some steel mesh between courses of block to enhance
strength. They may provide up to 10 dB of SE. Often, some 3xtra con-
struction procedures can enhance the shielding effectiveness of an ordi-
nary building. Sh1|1d1n? materials provide good attenuation, so SE is
primarily a function of imperfections, penetrations, and their treat-
ment. Construction and installation methods notably affect shield
integrity. :

Buildings designed (Ref. 1) to withstand at least 2 psi of
overpressure have reinforced walls that can be "poured-in-place" or
"precast tilt-up." In poured-in-place walls, steel reinforcing bars
(rebar) or mesh are erected first, and concrete is then poured into tem-
porary forms surrounding the metal structure. Some buildings are built
with full coverage bonded mesh or rebar (1nte?r|1 shiclding?. in which
the metal overlaps and 1s tied or (preferably) welded with steel wire
providing a significant alectrical interconnection., The sh1e1d1n? ef-
fectiveness for this design may be from 30 to 50 dB. Other build n?s
have bonded metal sheet on all six sides inside the building, The lat-
ter construction 1s used when EMP protection is a design maxim, and 1s
also often used for EMI or TEMPEST protection.

Some problems that compromise building sh101d1ng futegrity are
apartures and other discontinuities. Apertures can be windows, entran-
ces, vents, etc. Other discontinuities include seams, cracks, corners,
and construction interfaces. These features pose two problems: direct
11lumination may penetrata through open spaces or force tham to oscil-
late 1ike radiating antennas, and current flow on a surface will radi-
ate when 1t crosses a discontinuity. External fields diffuse through
an aperture better with increasing frequency; experimentally this is
seen to begin when the wavelength is within one or two orders of magni-
tude of aperture dimension. Protection techniques might include wave-
guide honeycombs on vents, bonded screens on windows, or RF door
frames. Additionally, low-impedance paths protect against radiation
from induced currents. This rauiation is produced by changas in vector
currant dens1t{; variations in magnitude (as in a pulse) or in
direction of flow (as around an aperture).

Some common examples of these problems are couq]ing to wires that
pass near windows, increases in measured field levels near a spot-
welded seam or door frame, and field enhancement in corners. One fact
fn common with all of these problems is that they are difficult, if not
impossible, to predict quantitatively, Indeed, a quantitative study of
aperture and seam diffusion and radiation could only be accomplished on
a site-by-site basis, supported by testing. More detail about building
wall construction methods are presented here with data from experimen-
tal tests of the SE of some buildings in the PSN.
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In the PSN, few buildings have continuous metal volume shields.
Some telephone central office (CO) buildings are brick and block, and
- gome-others: in metropolitan areas are intentionally shielded using good
construction techniques. A requirement (Ref. 14) exists to provide
building shielding wheie existing or expected RFI levels exceed 2 V/m
betwaen 800 kHz and 1 GHz, However, these levels, generated by radio
stations and weather and airport radar, are very iow compared with ex-
pected HEMP fields. '

Tests on an unshielded poured-in-place concrete building with
telaphone equipment showed E fie1ds reduced by 28-38 dB and H fields re-
duced by 5-18 d8 up to 1 MHz. Tostin? was done up to 100 MHz and no
shielding was seen above 1 MHz (Ref. 14). Most unshielded buildings
are even less effective. Better levels can be achievad with a small
amount of shielding, which s more common,

Materials used for shielding commercial buildings are soldered
bronze or copper screens, bolted or welded galvanized steel rods or
sheets, and bolted copper or silicon steel sheats (Ref. 15&. Welded
galvanized wire mesh is the best non-sheet shield lﬂainst FI; the
spactrum shielded depends on mesh spacing, but 100 MHz is about the
highest shielded frequency for 12-inch spacing mesh with window and
door frames bonded to the mesh. For closer sgac1n , & one-quarter-inch
mesh, for example, can be efficient into the 500 MHz range (Ref. 14).
At another PSN site (Ref. 14), a building with precast concrete and a
bonded wire mesh was measured to offer 20 to 40 dB8 for E field SE and
0-20 dB for H field SE from 10 kHz to 100 MHz, For comparison, a
poured-in-place concrete PSN building with tied rebar was tested to
provide 45 to 55 d8 E-field attenuation and 20 to 35 dB H-field atten-
uation up to 1 MHz, with no attenuation at higher frequencies. These
PSN test results 1i1ustrato an accepted tenet: bonded rebar can pro-
vide good shielding, but sh1|1d1n? conductors must be tightly spaced,
1ike a mesh, to be effective at higher frequencies.

Metal sheet shialds, of course, can be expected to offer more
protection. Sheets are thicker than cable shields (a couple of milli-
meters) for structural soundness and prevention of corrosion. Effec-
tiveness depends ugon treatment of penetrations. A reasonable expecta-
tion 1s 60 dB of shielding; 120 dB has been measured for some shields
at some frequencies (Refs. 15, 16). Occasionally, buildings are
buried, which adds to shielding effectiveness.

4.4.3  (able Shielding

Cable shields (boundary 1) are used for long communication 1ines
and internal wires inside buildings in the PSN. The fo110w1ng dis-
cussion concerns the use of shields and various types, their termina-
tion practices, and their transfer impedances.
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EMC or TEMPEST requirements often dictate shielding of power, O
signal, and control lines. Attenuation of radiated narrowband and , )
broadband high-frequency and spurious noise, and occasionally, attenua- .
tion of radiated electrostatic or low-froquencﬁ fields, motivate shield- N
ing in these cases. Another motivation is 1ightning effects: shields :
conduct large induced or 1n{nctcd currents, and attenuate broadband
high-frequency radiated fields that result from induced currents on
nearby conductors. A myriad of materials are used for cable shields.

Some examples are copper, aluminum, steel, nickel, and various alloys
and platings.

On the basis of thair shielding characteristics, practical cable
shields may be separated into two categories: tubular (solid) shields
that contain no apertures, cracks, or s1its, and al) other shields that
contain such imperfections. Tubular shields, such as extruded lead
sheaths and rigid steel conduit (with tight couplingsg, will strongly
attenuate high frequencies. Above the frequency at which the wall
thickness 1s one skin depth (typically greater than 1 MHz), the attenua-
tion is large and increasss almost exponentially as the frequency in-
creases. In addition, tubular shields minimize leakage capacitance be-
twesn the internal conductors and the extearnal shisld-return circuit.

A1l other shields, such as braided-wire, tape-wound, flexible
conduit, etc., are characterized by a leakage inductance that causes
the coupling to the internal conductors to increase with frequency
above about 1 MHz, Many of these shields also display the leakage ca-
pacitance mentioned above. Coupling through the leakage capacitance
a1s0 increases with frequency.

The transfer impendance can be determined theoretically,
especially for simple cable shields such as solid metallic conduit.
For example, the transfer impedance of a thin-walled tubular shield is

given by
2 1 {1+)) N6
T" TmaoT  ginh (4TS

where a is the radius of the shield, o« is its conductivity, T 1s the

zal]hthickness, J 1s the unit imaginary number, and & 1s the skin
epth.

The transfer impedance given above is shown in Exhibit 4-16(a),
normalized to the dc resistance per unit length R. The frequency depen-
dance is contained in the skin depth on the abscissa normalized to the
shield thickness. The low-pass filtering afforded by the shield is
apparent when the thickness approaches the skin depth (7/6 = 1). Ex-
hibit 4-16(b) shows the resultant current waveform induced in the cable
core, terminated in a characteristic impedance Z., for a sheath
(shield) current represented by an exponential with a decay time con- .
stant (r) aﬁproximater equal to the shield diffusion time constant "
(kgor). This time respunse is valid for most shielding materials be-

tween 0.1 mm and 1 mm tnick, for both aerial and buried cables, where ,:,:ﬂ
dgcay times are approximately 1 us and rise times are less than $:$¢i
300 ns. S
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Some geometries, however, such as braided coaxial cables, do not
easily lend themselves to a theoretical treatment. For this reason, it
is often preferable to experimentally determine the transfer impedance.

For braided coaxial cables, the transfer impedance is typically , iﬂz:
expressed in the form :

R, (]} 418

= + jw My

T = o e

where R, 18 the dc resistance per unit length, J {is the unit imagi- =
nary nuﬁbor. d is the strand wire diameter, & 1s the skin depth, w is AKR
?hc :ggu1lr frequency, and My, is the leakage inductance per unit no
ength.

A plot of the magnitude of the transfer impadance is shown in
Exhibit 4-17 for various optical coverages (K). The parameters in the
exhibit are given for some typical weave data (Ref, Bg for braided wire
shields., The optical coverage tends to increase with the number of car-
riers $c) as would be expected. A Ke100% would have a ZI equal to

v

that of a s011d ¢ylindrical tube (shown bﬁ the dotted curve). The domi- J?;
nance of the diffusion term well below 1 MHz and the dominance of the ¥ iq
wWMyp term well above 1 MHz is apparent in Exhibit 4-17. -
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EXHIBIT 4-17. Transfer Impedance For Braided Wire Shields.
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For typical braided coaxial cables, R, ranges from 1 to 24 m@a/m
and- My wrangns-from:0a1~to 1 nH/m, At low’frequencies, d/sel and
ahy &Ry and 2 reduces,to Ry, For example, for an RG-88
coa ‘u'l cable at we= 10" Hz, d/d = 0,24 <] and Mys = 0.01 mQ/m.
Ry, = 14.2 mQ/m, so that the transfer impedance {s lﬁproximatuIy
efual to R A 8500 A current on a cable langth of 100 m will induce
0 A)(100 m)(14.2 mQ/m) =

;lzoatagn aéop on the center conductor of (5

Typical braided-wire shields used for interference control and for
coaxial transmission 1ines have leakag2 inductances of the order of
0.1 to 1 nH/m, 1.e,, & 10 MHz-current of 1 A flowing through the shield
will produce 8 to 80 mV of internal voltage per meter of cable. Single-
Tayer tape-wound shields and flexible conduits formed of spiraled, in-
terlocking turns may have much larger leakage inductance--often several
KH/m. However, langitudinal tapes with ovcrlapping seams and two-
layer, counter-wound tapes are comparable to good braided-wire shields
in terms of the leakage inductance.

Double layers of cable shielding can greatly improve the overall
cable shield transfer function. The {nner shield providas additional
attenuation, and protects against fialds generated by nonuniform cur-
rant flow over the outer shield. One example configuration is a collec-
tion of 20 low-voltage signal wires with individual thin continuous
shields, runnin? together and enclosad within a braided shield. In
this configuration, 1t 1s important to keep the two shield layers in-
sulated from one another until they reference ground.

Much work has been done in studying the correct way to terminate
cable shields; the dominant leakage through a shield may well occur at
the connectors. Briefly, the best termination by far 1s a 360° low-
impadance connector since 1t ensures closure and allows current to flow
uniformly over the termination. In practire, pigtails are often used
in 11au of connectors; this 1s not a good practica for EMP mitigation,
as large induced currents may radiate strong fields that couple dan-

erous transients to even a few inches of exposed wire. If a pigtail
s used, 1t should be short, never run parallel to the wire, and not
pass through a surface into a shielded volume (see Exhibit 4-18).

4.4.4  Ronding, Grounding, And Treatment Of Building Penetrations

Since an entire central office can act as a large and efficient
antenna for picking up HEMP, intentional and unintentional conductors
can carry surge current to buildings that house protected equipment.
Bonding and grounding can work hand-in-hand, or independently, to
mitigate a transient entering a building, or piece of equipment.

Bonding muans providing a low-impedance path along a conductor, or
from one conductor to another; ground1ng means providing a path to ref-
erance ground (usua11g Earth ground). Tow-impedance grounding path
must be well bonded, but a well-bonded path need not be grounded.
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EXHIBIT 4-18. Shield Bonding And Grounding Techniques.

There are three basic aspects to consider when making a good
bond. First, highly conductive materials are needed (this includes
rivets and bolts, 1f used). Second, good joining techniques are impor-
tant. In order of preference, these are: continuous welds, s?ot
welds, solder or braze, pressure joints, rivets, and bolts (only if
accessible for periodic tightaning). Good common techniques include
over1app1ng and bending back sheet joints and then welding specially
designed R gaskets. door Jambs, etc., and brazed screens bondad to
structure. Paint or nonconductive coating such as Mylar or Teflon must
be removed to expose bare matal, and all go1nts must make continuous
metal-to-metal contact. Peripheral bonds should be used for all pipe
Joints and terminations. Good technique can produce joints or straps
with only mi1liohms of resistance.
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The third aspect to remember is that low impedance means low
inductance, which s especially important for HEMP transients where
rise times are on tha order of 10 ns. If bonding straps or jumpers are
used, thev must be short and straight, and should never be longer than
the space they are meant to cross.

Bonding and grounding paths protect hoth equipment and personnel.
For example, imagine an avarage direct 1ightn1ng stroke to a building
psnetration would have a peak current of about 2" kA and could cause
extreme damage. EMP, by comparison, might couple 10,000 A onto each of
a number of ong conductors that enter the building. Damage protection
includes conducting these currents to earth and reduction of the possi-
bility of arcing and diversion of the surge currents. A plant engineer
can satisfy both of these requirements by provision of a high-intagrity
conduction region to ground. For example, wide, thick connections
should be chosen ovar narrow paths (which is another virtue of the
360° connector), and bonds need protection and inspection against
degradation., Where large currents are expected, a high-integrity con-
duction region is needed.

]
Y R

Grounding techniques vary since grounding is often the
responsibility of a construction or operations engineer at the site.
At the building level there are two grounds: exterral for external
cable shieids, conductors, and commercial power; and internal for inter-
nal equipment ground. Neither of these should cross the building bound-
ary. Even though the National Electric Code does not exclude the prac-
tice of passing green wire across the building boundary, there 1s never
a roason to practice this method., A grounding wire from the outside
that does come in might carry 1|r?| currents and radiate high fields.
An 2lternate approach, 1f the bui din? has a bonded metal structure
that is grounded, 1s to tie the extarior ground to the exterior of the
structure, and the internal ground to the interior of the structure at
a nearby point.

W B2 UGB BB R

A grounding point in Earth {s not an infinite current 3ink. Where
large currents are anticipated, a good ground might be a large plate,
or rods of varying lengths buried in a high conductivity ash, Metal
structures of buildings in tha PSN are often grounded at multiple
points 1n a large, buried loop of wire. If good grounding techniques
are not used, surge currents may reflect from the bad ground point
(this 1s sometimes experienced in lightning strikes) and conduct to
sensitive circuits upward via their ground. It is important to keep
structure ground, and internal ejuipment and signal grounds separate.

£54

Whare conductors enter the building, the worst treatment would be
random placing of Renetrations not grounded at the building structure.
Some currents may have a long way to go to find ground, destroying
everything in their path., Better techniques are burying conductors
where they approach the building, reflecting currents back away from
the building, or bonding all conductors to one penetration g]ate that
is connected ito ground through a well-bonded path (see Exhibit 4-19 for
an overview of penetration treatments).
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SERIOUS
COMPROMISING © VIOLATIONS

|

e,

(A} GROUNDING CONDUCTORS

OUTSION A INSIDS

N | W

(C) INSULATED CONDUCTORS
SHIELDING INTEGRITY NEAR INTERFERENCE-CARRYING EXTERNAL CONDUCTORS

EXHIBIT 4-19. Traeatment Of Penetrators.

The Defense Communications Agoncy éDCA) requires that all
intentional conductors be buried for 100 feet before entering a build-
ing (Ref. 17), and that other conductors be bonded to site housing
structures. Cables in the PSN are often buried as well; many 1ines
follow weatherhead poles into the ground and enter the building from
underground. This technique slows the rise time of the surge on the
conductor, in addition to being a good safety measure.
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[solation is sometimes used to reflect 1ightning or surge currents
back along a 1ine. Whera this includes using open circuits, it is prob-
ably a bad practice for EMP mitigation, as EMP-induced surges could eas-
11y arc over., Where isolation consists of inserting a length of noncon-
- ductive pipe into a conductive path, on the othar hand, 1t is a very

ood practice as long as three conditions are met: the nonconductive
ongt is long enough, a path to ground exists for the reflected cur-
;onls and the pipe doas not carry a conductive fluid (such as sewer or
uel).

The best treatment of conductive bu11d1n2 penetrations is the
penetration plate technique, where all conductors enter the building in
one spot, and are bonded and grounded on the outside (see Exhibits 4-20
and 4-21, for the front and side views of such a p1atol. This tech-
nique 13 invariably used on military installations that require EMP

[t

protection. ﬁ
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EXHIBIT 4-20. Penetration Plate, Front View. 3

' )

4.4.5  Iransient Protection And Filtering )

As outlined in previous sections, conductors guide HEMP-induced .
transient currents to buildings. Therefore, power and signal lines e
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EXHIBIT 4-21. Penetration Plate, Sides View.
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that enter buildings need transient protection. How:ver, even if di-
verted, surge currents on penetrating conductors radiate and conduct
strong fields that couple to and inject on other conductors near the '
building walls. Thus, nearly all wires and interface circuits are ex- ll
posed to transfents. In this section, these EMP transiants will be com-

pared to power surge transients and lightning transients in terms of

waveforms and energy content. Protection techniques, including surge l
1imiting and filtering, are raviewed, followed by a discussion of hy-

brid protection circuits in the PSN.

Power surges are relatively common in the PSN. Most power surge
protection techniques guard against system-generated transients, i.e., ’
those qroduced by switching, breakdown, or intrasystem coupling from
other 1ines. These are nearly always damped sinusoids lasting from 5 !i
to 30 us. Peak voltages of up to 5,600 V have been measured even
though the dielectric strength of the cable is normally tested only to
1,000 V. Power surges have slow rise times, with highest frequency ﬂ!
near 1.5 MHz; such low frequencies are relatively easy to protect
against,

Lightning surges, which can be somawhat faster than power surges, o
are fairly common in the PSN as wall. One lightning flash comprises
thousands of small discharges and a few massive return strokes. The
return strokes have bean measured in some cases as having 1 us rise g!
times. Some recent data indicate that some strokes may have shorter
rise times (Ref. 18). However, surges that inject onto long 1inas or
towers and are observed at PSN buildings have rise times on the order Eg
of microseconds or longer. Continuing currents can last for a milli-

ﬂ,

second, but in practice can be clamped and damped in 30 us 1ike a power
1ine transient.

EMP 1s expected to couple less energy to a single iine than a
worstcase 1ightning flash attachment, with about the same energy as 2
direct power line fault transient (Section 4.2 and Ref. 19). How~ -.,
EMP surges are expected to rise more quickly. Therefore, the signifi- B
cant difference between a HEMP-induced pulse and other transients is
the rate-of-rise. o

Surge-1imiting and filtering devices are major elements of an
electrical protection scheme. In surge limitation, the principle is to
provide a stand-by mechanism that appears as a high impedance to ground §3
up to dynamic or static potential lavel, and allow current to pass to '
ground through a low impedance.

The fo11ow1n$ discussion concerns nonlinear surge protection de- ED
vices and their effacts on surge waveforms, filtering devices and their
effects on waveforms, and combinations of protection used in the PSN. §§
Assuming that surge 1imiting devices have been instailed properly,
two major considecations apply to their application: they have a fi- o
nite response time to any input transient and the "clamping" action A
generates high-frequency switching noise that can pass into the equip- -~
ment. These features are not uniquely specified for each device, but .\
depend on the rate of rise of the incoming pulse (volts/sec), manufac- i
ture (technology), method of instaliation, and lead inductance. ot
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Several types of nonlinear devices exist. Names commonly used to
refer to these devices are voltage dividers, surge-limiting devices,
surge arrestors, or Terminal Protection Devices ?TPD:). The operation
of these limiters can be through switching or nonswitching mechanisms.
Switching refers to the change in conduction state (reducing voltage or
current to a low level) after achieving a specified voltage level. Ex-
amplas of switching devices are spark gaps, thyristors, fuses, and cir-
cuit breakers,

Nonswitching devices (e.g., varistors, Zener diodes) also shunt
but do not under?o a change of state. Here the voltage and current are
related in a nonlinear fashion such as represented in the equation be-
Tow, where ! is the current, V is the voltage, and k,« are parameters
that are device dependent. This V-1 relationship exists when the vol-
tage exceeds the breakover voltage for varistors, or forward threshold
and reverse breakdown voltages for diodes. In general, the larger the
a, the better the clamping.

= kv®

Exhibit 4-22 11lustrates the effect that surge arrestors have on
transients in the time domain. Exhibit 4-22(b) shows the effects of a
zarbon-block spark-?ap device, widely used in the PSN. The altered
wave shape due to ¢ amﬁing 1s affacted by several parameters. Probably
the key parameter is the response time of the device, which determines
the puise breakdown voltage (Vgn) (the vo1tago at which clamping be-
gins). The response time is a 9unct1on of the intrinsic mechanism of
the device as well as the inductance associated with 1ts installation.
For switching devices, the finite time to change conduction state may
take 100 ns or longer. For nonswitching devices the response may occur
in less than a nanosecond. Exhibits 4-23(a), (b) show the effects of
rate-of-rise on firing time, and show some typical firing time data.

The time domain effects in Exhibit 4-22 can be described, for
purposes of {1lustration, by a damped sinusoid plus a square pulse that
begins at time Tp and ends at T4. In actuality, the ringing associ-
ated with the fast clamping act?on may be composed of many damped sinu-
soids with different frequencies.

The differance batween the ?ulse breakdown vo]ta?e (Vgp) and the
clamping voltage (Vc) is also called the overshoot voltage, and is a
function of the rate-of-rise of the input signal and the response
time. The maximum normal voltage (V,,) is the voltage at which the
arrestor be?ins to conduct for a very slow rate-of-rise (dc). The
clamping voltage (Vc) is the voltage that appears across the protec-
tor terminals after the overshoot has decayed, and is dependent on the
current through the davice. Finally, the axtin?uishing voltage (Vg)
is a dc voltage that allows the protector to self-quench, or extin-
guish, after surge firing.
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EXHIBIT 4-22. Time Oomain Response Of Nonlinear Devices
To Transients.
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weo GURVES OF CONSTANT MATES-ORAISE
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EXHIBIT 4-23. Firing Characteristics Of Carbon "°‘
) Block Surge Arrestors. AN

N The transition time from Vgp to Ve can be from 1 to 5 ns. As oy
. mentioned previously, this fast Qwitch ng time results in high b
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frequency, broadband noise. A convenient representation of the wave-
form in Exhibit 4-22 can be described by a damped sinusoid _‘amp'litude
~~v"z-thntadampa in 3 ns, and a square pulse of width (T4 - Tg) ns
WY amplitude Ve.

Vi) = Vg eat sinBt + Vg [uglt) - upit]
Vgo> Vo o = 333 x 109 K€"
7501, 6= 833 x 10° 84C"

The accompany1ng frequency spectrum is shown in Exhibit 4-24 labeled
"with 1imiter" described by the Fourier inversion of V(t).

Iw“"l = Vg ﬁ/‘/ Bleal -wl) +4ala?
+.%’.'. dn[%ﬂ.»'r,)u]m[mr‘.rf;w]

Exhibit 4-24 {1lustrates the effect that the limiter hasona 1 Vv
double exponentia) input. It {s assumed that the limiter fires at 1 V
so that all the curves are normalized to 1 V. The clamping action gen-
erates noise in the gigahertz region of the spectrum, yet the overall
energy in the {input signal is shunted. Combining a Jow pass filter
with a Timiter mitigates this adverse noise generation. Further discus-
sion of the aspects of hybrid combinations is presented following the
discussion of f{lters. :
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EXHIBIT 4-24., Effect Of Limiters On HEMP-Induced
Waveform In The Frequency Domain.
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Nearly all filters are on equipment interface circuits. However,
some filtering could occur at boundary 1. The batteries on power lines
act as large shunt capacitors to ground. which is very efficient at ab-
sorb1n? transients that make it through the transformer and spark gaps.
Also, long l1ines ‘esgec1a11y buried 1ines) act as inductors, slowing
down rise times of the induced surges.

accordance with the insertion loss requirements of MIL-STD-220A. These
tests require that the source and load impedances be matched at

80 ohms., For the most part, these load conditions cannot be met at all
the frequencies in the threat spectrum and under all the loads expected
in an operational facility. The filters shown in Exhibit 4-25(a), (b)
are known as pi-section filters. Three element filters (e.¢., C, L,

C), such as the pi-saction, are tolerent of impedance mismatches; multi-
section filters (e.g., Butterworth filters) are even more tolerant, but
tend to be more expensive.

nl The attenuation characteristics of filters can be measured in
ii The bandpass filter design of Exhibit 4-25(¢c) 1s indicative of a
filter apglied to commercial ?10 kHz) communication lines or antenna
inputs. The bandpass is designed to receive signals in the operating
i frequency of the antenna (which may also receive significant energy
from the EMP spectrumg. n this case, the filter has multiple sections

with 1ightning and EMP protection afforded by the ESA and Z]1 element of
the filter.

. The frequency attenuation characteristics of the various filters
i. discussed above are shown in Exhibit 4-25(d). Multisection filters
have a steaper rolloff in the freqency domain than two element filters

$e.9., RC, LC filters have a 20 dB/decade rolloff beyond the cutoff
requency).

The damped sine waveform described in Exhibit 4-14 has a Fourier
transform (frequency spectrum) represented by Exhibit 4-26(a) labeled
!! "without filter." The spectrum labeled "with filter" is the effect a ,
lTow-pass pi-section filter (depicted in Exhibit 4-25(bg) has after at- ;
: tenuating the damped sinusoid. The attenuation of high-frequency com-
ag ponents results in the reduction of the rate of rise of a transient.
As discussed in Section 4.2, any transient coupling from free space to
gs cables or cable sheaths into interior wiring has an inherent low-pass

filtering (transfer impedance) due to inductive reactance and ac resis- '
tance (skin effect).

The time domain waveforms shown in Exhibit 4-26(b) show the effect
2 low-pass filter has as a function of cutoff frequency. The unfilter-
ed pulse with a 25 ns to 30 ns rise time, is nearly unaffected by the
¥R 100-MH2 cutoff filter since most EMP energy is below 100 MHz where at-
5? tenuation begins. In comparison, filters that have a rolloff above the
voice frequencies (3 to 5 kHz) and twisted pair frequency transmission
range incraase the time-to-peak of the transient by an order of magni-
tude and dacrease the amplitude by a factor of 15 dB.
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Of 211 protection schemes, the most common and most reliable are
hybrid circuits (combinations of more than one protection element) that
can cancel the adverse effects of individual devices, As common prac-
tice at some telaphone plants, hybrid circuits are made up of carbon
block spark gaps and circuit breakers on power 1ines, and carbon blocks
with semiconductor clamping devices on signal lines (see Exhibit 4-27).
In addition, a generic PSN power suppI{ 1ine has a transformer, another
spark-gap, a rectifier that can normally carry on the order of 100 A,
and large capacity batteries tied to ground.

4.5 SUMMARY QF STRESS LEVELS

Exhibit 4-28 presents typical HEMP-induced transient levels, as
developed by analysis or observed in site tests. The transient levels
are rggrcscnta;ivc,of worst-case values at boundary 1. The table also
shows that some of the current transients preserve a double exponential

time vaveform, whereas in other cases, a more narrowly tuned response
results (damped sine).

The 11sted current value for direct {1lumination is the observed 95
percentile value for interbay cables in buildings designed with no in-
tentional shielding., This corresponds to current induced by zone 1
diffused fields on internal cables at boundary 2 interfaces. The val-
ues for the other penetrations are rogrosontntivo of the signal
strengths external to the building. The internal signal strengths may
be reduced depending on the bonding, grounding, protection devices, and
distribution of the interbay wiring throughout the interior of the
building with respect to the points of entry. .
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THREAT EMP INOUCED
PENETRATION WAVEFORM CURRENT
Long lines:

Aerial D.E. 4 kA
Buried D.E. 2 kA
Microwave Tower/ D.S. § kA
Wavaguide
Short Local D.E. 1 KA
Conductors
(utilities)
Direct D.S. 20 A
IMumination
Key: D.E. = Double Exponential

EXHIBIT 4.28.

............

0.E
D.S. = Damped Sinusoid
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5.0  TRANSMISSION FACILITIES

This chapter presents the EMP responses of critical transmission
facilities identified in Chapter 3. These facilities include the Tl
digitaI carrier, the FT3C optical fiber system, the L4/LB coaxial
cable, and the TD-2 microwave radio systems. Some background on func-
tion and hardware is presented for each system, followed by a discus-
sion of coupling to outside plant equipment, stresses conducted to 1ine
repeaters and central office equipment®, and exposure of all equipment
to direct illumination fields. Relevant tests and analyses are out-
1ined, and the responses of system elements and overall transmission
systems to the 50 kV/m double exponential HEMP threat are discussed.

5.1 TEM""
. I1 _CARRIER SYSTEM

The T1 System was introduced in the early 1960s as a digital
carrier of short-haul interoffice traffic. It transmits, over two
pairs of wires, 24 two-way voice channels multiplexed as pulse-code-
modutated (PCM) 1.544 Mbits/s signals. The system has evolved to in-
clude subscriber Toop and customer premises applications.

A Tl carrier system comprises cable, 1ine repeaters for signal
amplification, and central office equipment including main repeaters,
grotect1on switching equipment, and channel banks. Maintenance, trou-

le isolation, and automatic switching are organized on a span basis.
An average system is made up of four span 1ines and 1s 15 miles long;

geccgg advances in engineering allow systems of up to 150 miles in
angth.

Line repeater fault-locate filters are designed to allow problem
isolation from tests conducted in a central office. Additionally, pro-
tection switching eguipmont 1s used to automatically reroute multi-
p1g¥ed bit streams from failed pairs to spare pairs carried in each
cable.

A S

* In this chapter, the term central office (CO, Office, Terminal
Office) represants a repeated transmission segment end station, which
is a PSN building that may be staffed.

** Significant portions of this section are drawn from the 1984

$ix-volume by ATAT Bell Labora- had|

tories (the Tl Carrier Study). This study was undertaken to compare Eﬁﬂ
the EMP survivability of a particular lightning-protected route near 2

Omaha, Nebraska, with that of a specially designed EMP-protected ver- ’

sion of the same route. Only the lightning-protected system is con- o

sidered in this report. rese
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A typical Tl carrier system might be arranged as shown in

i Exhibit 5-1, At an intermediate CO (e.g., in the lower box) the entire
R digrou 4s demultiplexed. This s done so that some voice-frequency

i $V ) channels ma¥ e directed to a customer while the remaining voice-
requency channels are.multiplexed onto the out?o1ng Tl carrier. The
third type of office configuration shown in Exhibit 8-1 (upper right)
1s used only for supplying power to the Tl carrier line.
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EXHIBIT 5-1. Typical T1 Carrier System Configuration.

§.1.1  EMP Effacts On The Cable

Tl carrier was originally designed to be used only on twisted
pair, voice-frequency transmission cables. Today, other types of ca-
bles are used for Tl carrier, some specially designed for Tl carrier
use. Two such cables are the shielded 54- and 153-pair 1ines, shown in
Exhibit 8-2. However, expanding the channel capacity of existing voice-
fraquency cables is stil1l a major application of Tl carrier systems.

A number of potential ?rob1ems can arise from EMP energy induced ag
onto lon? Tines by direct {lluminatior. First, induced sheath currents '
on one-mile segments betwean repeaters produce very high sheath cur-
rents at COs and at repeaters. Such surges might cause diract damage "y |
to trunks or to equipment when seeking ground. Additionally, sheath .

currents diffuse to internal twisted pair conductors and induce surges
on those signal leads. Currenis induced on the leads might cause dam-

age to repeaters or to terminal equipment either as fast high-voltage ﬁs |
transients or as low-frequency high-voltage surges., These transients —

on signal leads would be the more serious threat (apart from direct _
damage to cables) if good bonding practices were not in use. If good Ve
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: Transmission media: pulp, air-core PIC, or jelly-filled
R PIC cables from 16 to 26 AWG. (Ref. 20.)

B Sheath radius:

158-pair cable r
r

0.017 m
54-pair cable 0.011 m

(Ref. 21.)
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EXHIBIT 5-2. TI1 Carrier Twisted Pair Screened Cable,
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bonding practices are not used, and signal leads are openly exposed to
induced sheath currents, a major problem would be the direct coupling
of transients to signal leads creating a serious threat to repeater and
terminal equipment.

In a typical Tl cable in the field, good practices from an EMP
perspective for continuously bonding the cable sheath are not always
used. The major violation occurs at cable splice points. In a typical
plastic splice case, a copper braid makes a dc sheath-to-sheath con-
nection for safety purposes, running alongside unshielded signal leads.
Even when a steel splice case {s used, a bonding Jjumper is carried in-
side the case. Three types of typical splice cases are shown in
Exhibit 5-3(a), (b), and (c&. Such splices are not des1?ned to carry
surge currents. Pigtails (bonding straps) are not usually well-bonded
to sheaths, do not provicue enough surface for conduction of high
surges, and easily degrade over a period of years.

A theoretical prediction of currents induced on a long cable
sheath with splice cases inserted has never been done. A continuous
long sheath is used for predictions, and values from such an analysis
are presented in Chapter 4 for {deal aerial and buried cables. Actual
Tong 1ines cannot be 11luminated experimantally, but it is reasonable
to assume that actual amplitudes would not be higher, and actual rise
times would not be faster, than those calculated for ideal sheaths.
However, a few splice cases that allow enhanced coupling to signal
10133 could cause significantly higher EMP transients at terminal equip-
ment.

RICTRICAL CONNICTION ACROSS
SRICE 15 PROVIDED BY COPPIR BRAK

PLASTIC SMEATM

— =

PLASTIC 3PLICE CASE
70 CONNICTOR TYP

(a) Plastic Spl’ce Case

EXHIBIT 5-3. T1 Carrier Splice Cases.
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(b) Cast Iron Splice Case

PLASTIC SHBATH

0 2BALING TAP

RLECTRICAL CONNECTION
ACROSS 8PLICE I8 PROVIDED
710 CONNBCTOR TYP gy cAST.RON CASE

AND DOND WIRE

(¢) PC-12 Splice Case

EXHIBIT 5-3. (continued) TI1 Carrier Splice Casas.
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Accepted values for HEMP-induced sheath currents are on the order
' of 2 kA with rise times of 200 ns in buried cable, and on the order of
ET. .10 kA with rise times of 20 to 2000 ns in asrial cable, depending on
g o the polarization, angle of incidence, and azimuth of the inciden
o field. The measured values presented in the Tl Carrier Study are con-
sistent with these expected values,

In one taest 1isted in the T1 Carrier Study, a 1,200-foot 188-pair
cable was exposed to the Repetitive EMP Simulator (REPS) at Harr

= Diamond Labs (HOL) in a simulation of double exponential pulse plane-
= wave {1lumination. '

Induced currents measured on different parts of the cable are
shown graphically in Exhibit 5-4, For 760 mA measured on the sheath,
39 mA was measured on the entire core- (158 wire pairs). Assuming the
relation between the two levels is 1inear, determined by the transfer
impedance, and oxtrlﬁolating to the worst-case theoretical induced
current levels for the full threat Xz kA on buried cable and 4 kA on
aerial cablo&, about 100 A and 200 A respectively could be induced on
the core. Tha test report goes further to equate this to about 0.5 A
on each signaI lead, and Adjustin for the worst case, concludes that
not more than 2 A common-mode would be induced on any signal lead for
buried cable. Aerial cable would have currents higher by a factor of
2. For a 100 @ source impedance on buried and aerial signal leads,
this corresponds to 50 V and 100 V open-circuit voltage respectively

(fgr40A§ A and 1 A), or for the worst-case, 200 V and 400 V (for 2 A
an .

\ Rise times were measured as 500 ns on the sheath and 20 us on a
\ single wire, with doublo-oxﬁoncntial shaped pulse durations of 50 to
4 100 us. Thesa are within the range of accepted values, and are not ex-
, pected to change for the full 50 kV double-exponential pulse threat.

Note that on the test setup, the signal leads were shielded for
their entire length; this 1s not a good assumption for typical T1 sys-
. tems, as leads break out and are exposed to a copper braid (that may be
: carry1n? 4 kA) in splice cases. Therefore, although currents and volt-
) ages calculated above give a good quantitative description of diffusion
currents, they may not be the most important coupling contributions in
typical systems; actual levels may be significantly higher,

§.1.2  EMPp Effects On Repsaters

Regenerative repeaters on the central office and on the line
retime and regenerate transmitted bipolar signals. Repeaters are solid-
state plug-in units suitable for pole mounting or manhole placement.

, The transmitted digital signal travels on twisted pairs, balanced to
§ ground, which have a nominal source impedance of 100 ohms. Spacing of
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EXHIBIT 5-4. EMP-Induced Currents On T1 Cables.

Tl repeaters ranges from one mile to 6,000 feet. Tyg1ca1 ole-mounted
and manhole repeater installations are shown in Exhibit 5-5(a) and (b).
The dc power for repeater equipment is supplied over the digital trans-
mission 11ne. Line repeaters are powered in a series 1oop containing
up to 17 repeaters.

The repeater cases installed on Tl carrier systems are the
818-/819- type. These are designed to house 25 Tl carrier repeaters, a
fault-locate filter, a pressure contactor, and other apparatus. These
repeater cases are molded from a fiberglass reinforced plastic. Numer-
ous typas of splice cases are in use in Tl systems. Typically, each
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TYPL 40 CABINET

(MOLDS 2OR 3

APPARATUS CASES)
APPARATUS CABLE

SPLICE ENCLOSURE (HOLDS 28 REPELATERS)

(OPEN BOTTOM)
U wo00 POUE
W
B orm
A pOTTOM
1 wLE TO L~ 1 MILE TO
NEXT REPEATEN §. 3 ———b NEXT REPEATER
A Y

MULTWPANRED CABLE STUS CABLI
BUREED ABOUT 4 FT

~(a). Pole-Mounted Repeater

(b). Manhole-Installed Repeater

EXHIBIT 5-5. Typical T1 Repeater Installations,
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has a copper braid bridging the gap from sheath to sheath where signal
1ines break out to the splice connector.

From an EMP perspective, T)l repeaters can be grouped according to
their hardness against transients. Thera are unprotected repeaters,
1ightning protected repeaters, and 60 Hz hardened repeaters (on lines
where power 1ins fault transients can be expected). Technologies vary,
and a myriad of repeater types are used; they may contain discrete com-
ponents, standard or lTow-power ICs. More robust components are used
for grotictdd repeaters, and gas tube protection devices may be in-
stalled in the equipment case outside the repeaters.

Since Tl 31?n|1s re d1?1t|1. and repeaters detect and regenerate
rather than amplify them, neither high- nor low-frequency Eu1se compo-
nents on signal leads will be amplified and passed along the cabla.
Therefore, the major concern in repeater susceptibility is whether the
circuits will survive when exposed to transients coupled onto signal
leads over the one-mile interrepeater lengths.

Lightning-protected repeaters are designed and tested to withstand
600 V, 10 us x 1,000 us (rise time, fall time) double exponential
pulses. Diffusion currents (Section 5.1.1) from a 50 kV double exponen-
tial pulse should produce only a 200 V 20 us x 40 us pulse at the re-
peaters, well within the lightning waveform.

The T1 Carrier Study describes two series of tests that addressed
repeater susceptibility to the effacts of these transients: EMP field-
tests and current-injection tests, The first test, at HDL, used the
Army EMP Simulator Operation (AESOP) and Office Sinusoidal Simulator
(OSSI) combination to pulse fields onto a 2,000-foot Tl trunk with a
splice case and pole-mounted repeater at its center. In this test,
high-level fields and induced lead currents were simultaneously di-
rected onto the repeater. Tests were done on a lightningprotected
repeater and a special EMP-hardened repeater; only the 1ightning-
protacted repeater tasts are discussed here.

The typical repeater unit tested was an 800-type plastic case
housing two 239 E/F 60 Hz protacted repeaters with standard 1ightning
protection devices, 208A gas tubes, installed. The splice case was a
typical PC-12 mounted above ground. ODuring testing, outages in equip-
ment operation of 2 us to 256 ms were experienced, but no failures were
saen.

In addition to subjecting equipment to high-level fields, the
tests at HOL provide experimantal Justification for prediction of cou-
pling of energy from sheaths and sheath termination straps to ex?osed
signal leads. Extrapolation of test observations to worst-case laevels
indicates three components of {nduced current dependin? on the time
domain, The first is high-frequency ringing or a double exponential
surge, depending on the sheath length, and is quickly damped (in about
a microsecond). This high frequency s1?na1 is due to the equipment
rasqonse of the incident EMP field and includes signals due to direct
field penetration and pickup in the critical 'ine length. This compo-
nert might couple more than 100 A peak onto any individual signal lead.

5-9
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Second is a slower gu]se attributed in the test regort to coupling to

- the -exposed. stub cable in the splice case, but could rise from any
discontinuity in the sheath that is near exposed wires. This was pre-
dicted to be as high as 20 A at ringing frequencies in the MHz range,
Third 1s the diffusion current described in Section 8.1.1. Conclusions

from the T1 Carrier Study regarding these three stress levels are shown
in Exhibit §-6,

2 £ 8 B BT B & o B '!Iﬂﬂv o

Response Electromagnetic |[Peak Amplitude Pulse |
corponent Envitonment (ampeces) Characteristics
A el
Central Oftice 130 MHS e
30 MHm 10u ns
High L Mulsiply PAmOed y
frequanay | Pole-Mounted : uﬁgﬂ_m‘ng_ = -
Early-Time ] Line Repeatsr a8 + 39 MHa ue
Pulse 60,120 MHs 100 ne
1
Hanhole=Leployed Rine Time Pulse wideh .
Line Repaater 20 130 ne 300 ne 1
[~ A
ALl (with curied cable) 20 !
Slow Pulse Rise Time Pulse Widrh
All (with aelial cable) untested 2 uu 820 us
All (with buried cable) 1 Pulse 3
“ivifusaon® Rise Time Pulse Widgh . ﬁ N
l cureent | All (with aecial cavle) 4 20 ue 40 Ma : bl h
J

EXHIBIT §-6. HEMP Threat To T1 Carrier Facilities,
, As Recorded In T1 Carrier Study Tests.

2= &1

The second series of tests involved current-injection on signal
leads, performed at Bell Labs. Double exponential (DE [50 ns rise-
time]) and damped sinusoid (0OS [10 ns rise-time]) pulses were 1nJected..

Pulses ranging from 100 to 440 A were injected onto gas tube
protected repeater and CO equipment leads; between 2 and 84 A were
passed through the protector as a result. The only failures seen oc-
curred at 300 A or more, levels above expected HEMP-induced stress

levels. Exhibit 5-7 shows a table of equipment failure and nonfailure ?
versus straess levels,
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Unit type 'Linc Repeater Line FLF
tested a3 1115%X

Protection

type 83Q8L 8GSL
used

Type of pulse [~ ] o8 | DB os [+1 ] oL D8

Peak pulse
curcent

per wice 100 A | 118 to]| 320 A | 360 to | 300 to| 198 A | 200 A
(into 8G8L) 160 A 440 A | 400A

Units tested L] ] 4 ;] ) 1 b

F {lutes None None None 1 3 Nene Nont

FLP:  Pault Lecate Pllter
8GSLt Sealyu! Jas Sucge Tl :ter
DE: Double Exponen®.al

Dbt Damped Sinunocid

EXHIBIT 5-7. T1 Carrier Repeater Current-Injection
Tests At Bell Laboratories.

In related experiments, Sealed Gas Surge Limiters (SGSLs, or gas
tube protectors), were tested separately to determine mean firing times
and voltages. Results of tests conducted at HOL and at Boeing Aero-
space Co. are shown in Exhibit 5-8(a) and (b). Typical PSN applica-
tions of the types tested are 1isted in Exhibit 5-9.

The worst-case HEMP stress coupled onto a signal line might rise
as quickly as 10 V/ns at early times; test results show that if limit.
ers fire, they do so within about 60 ns at about 600 to 700 V. An ex-

ception is the 208 A (the most commonly used in Tl repeaters), which
fires at about 900 V.

Standard AT&T practices include 1ightning protection on
above-ground Tl repeaters. From the TPD test data, rapeater system
test data, and current-coupling tests and analyses, it is reasonable to
conclude that protected reﬁeaters are not vulnerable to the 50 kV/m
double-exponential pulse threat. The EMP survivability of repeaters
without 1ightning protection is inconclusive. In current-injection
tests, 1ine repeaters failed whan 38 to 50 A were passed through gas
tube protectors. Testing and analysis indicate that surges of 20 A on
buried 1ines and 40 A on aerial )ines (damped sinusoids with ringing
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Gas Nischarge Tube Test Results,

Wean Flring Time (na) Mean FiEing voltage (V)
112 Pulse Rise Times (V/ns) Pulse Rise Times (V/ns)
2,000 100 S0 a3 16 3,000 100 50 a8 16
300A 30 5.9 13.5 30,3 D.9| 974 900 760 136 644
401A 3 .1 13,4 193 33 [11) 1Y 693 €60 €80
08A k] (] 10.6 16 - 18.9 518 464 834 614 $74
200A 3 .1 10,5 11,7 I1.3]1,160 1,000 1,030 807 933
(a). HOL
Mean Piring Time (na) Mean Piring Voltage (V)
saL Pulse Rise Times (V/ns) Pulse Rise Times (V/ne)
$,000 1,000 100 10 1 [s,000 1,000 100 10 !
<400A 1.4 4.8 9.0 61 434 4,417 1,398 850 684 531
401A 1.3 3.9 7.9 &4 427 3,31 1,023 744 700 s
408A 1.3 .8 6.1 8¢ a9 1,880 794 140 (1) 3
208A 1.2 2 11,3 75,1 832,212,993 2,217 1,187  g88 693
(b). Boeing Aerospace Co.
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400A Existing Tl Carrier

00 | Outside Plant, Central Office

208A 4288 Switch

208A New T1 Carrier Installations

EXHIBIT §-9. Tyg1c|1 Agﬁ11cat1ons Of Gas Discharge
Tubes In The PSN.

frequencies in the MHZz ran?o) can be nominally expected on signal 1ines
at 1ine repeaters; higher levels could couple in splice cases that
happen to be poorly bonded or grounded.

§.1.3 EMp Effects On Central Office Equipment

For a1l Tl central office equipment, conventional mountin? is in
oﬁon bays (equipment racks). An important piece of office equipment is
the channel ban émost commonly D4), which provides the voice-frequency
interface to the digital Yine. The channel bank samples the anale
voice-frequency signal, converts it to a PCM bit stream, and assembles
the digitally encoded voice frequency signals from 24 voice channels
and framing information into the 1,544 Mbits/s 1ine signal. In the
:ghor transmission direction the channel bank provides the inverse func-
ons.

A channel bank physically consists of shelves in an equipment

frame filled with printed circuit boards. There are two basic types of
circuit boards in the bank: channel units, devoted to functions invelv-
ing individual voice channels; and common units, devoted to functions
involving the digital 1ine or entire bank. The voice-frequency pairs
terminated at a channel unit are balanced to ?round and may serve as
either two-wire or four-wire circuits. Signaling is accomplished by
various dc arrangements over the voice-frequency leads, or by separate
signaling pairs. As a rasult, a single two-way voice-frequency circuit
may have as many as eight pairs of leads at the channel bank interface.
Tha common equipment boards supply maintenance and alarm functions, mul-
t1ﬁ1ex1ng functions, 11ne and office interface functions, and certain
other functions such as trunk processing and timing. Common equiqment
?120 }ncludes high-frequency circuits, which provide the digital line

nterface,

In the Tl System, there is essentially no difference between
office Tevel stress and strass on 1ine repeaters; as mentioned above,
transients will not be propn?ated by repeaters. As with line repeat-
ers, terminal equipment is either unprotected or protected against
1ightning and 60 Hz power faults. In a CO, protection may be gas-tube
or 3 mil carbon block TPDs. Signal lines entering a building break out
of the sheath and run to a Main Distribution Frame (MDF) where the




lightning protection is located, then to equipment racks, which contain
the office repeaters and channel banks,

D1srcqard1ng other office transients and direct coupling to the
exposed leads, the currents induced on sisna] Teads at the office would
be the same as those at line repeaters. Consequently, tests similar to
the 1ine repeater tests wers conducted at HDL on CO terminal equipment
and on D4 channel banks. The AESOP and 0SS! combination tests on pro-
tected 1ine systems showed no failures, leading to the conclusion that
the office repeatars can sustain up to 130 A simulated HEMP-{nduced
transients without damage.

Under the Tl Carrier Study, an EMP-hardened D4 channel bank,
enclosed in a shielded cabinet and protected b{ special TPDs at line
interfaces, was subjected to simulated EMP fields and Rrovod to be
survivable. However, when the backglate and door of the shielded
cabinet were left open, or when either the power or voice frequency
(VF) TPDs were removead, hardware within the D4 channel bank suffered

ermanent failure. Because the equipment failed at the lowest field
evel {35 kV/m) attainable under the simulator at HOL, it was not
possible to determine the actual failure threshold or to evaluate the
success of alternative methods of protecting the channel bank.

A second tcst*. therefore, was undertaken to:

* {dentify the failure threshold for a D4 channel bank.
* {dentify and verify methods to protect a D4 channel bank.

The tests were conducted at the Air Force Weapons Laboratory
(AFWL) using the ALECS facility, which produces a vertically-polarized
electric field, adjustable in strength from 8 kV/m to 100 kV/m. The
simulated EMP had a rise-time of between 3 and 15 ns and a decay-time
of about 200 ns, comparable to the wavefaorm expected from an actual
EMP. To assess the channel bank's response to the simulator fields,
tests of tone transmission, signal transmission, and idle circuit noise
were made following each simulator pulse.

This study demanstrated that EMP affects a D4 channel bank
primarily through the injection of large current transients at the
interfaces to long connecting cables; fields of only 12 kV/m are
sufficient to cause service-affecting hardware failures of unprotected
D4 channel banks. EM fialds are also coupled directly to wires on the
backplane, but these transients are of a much lower amplitude than
those at 1ine interfaces. These transients will only cause damage if
the field in the vicinity of the bank exceeds 40 kV/m, and only then if
maximum coupling occurs to the backplane wires (i.e. the incident field
must be planar and roughly parallel to the backplane wires).

* The "EMP Assessmant of D4 Channel Bank," a study funded by the OMNCS
and administered by DNA under Contract Number DNA0O1-85-C-0409.




The cables used during the testing of the D4 were typical of
those found in many COs, The cables used were:

' Two power cables, each of 6-gauge wire.
One alarm cable with four pairs of 26-gauge wire.
Two ABAM 606B shielded T-carrier cables, each with 12
airs of 22-gauge wire.
J wo VF cables, each with 100 pairs of 26-gauge wire.

The power, T-carrier, and alarm cables were bundled together and '
‘were separated horizontally by approximately six feet from the
VF cable bundle.

It was assumed that the currents induced by EMP on cables
connected to the D4 channel bank are comg,rab1o to those induced
on similar cables connected to the SESST™ switch (see
Section 6.2). The maximum current induced on the 128 twisted-
pair cables connected to the SESS switch was 150 A, so a
conservative estimate of 300 A was assumed as the maximum
EMP-induced current on the cables connected to the D4 channel
bank., At 80 kV/m, the vertical cables connected to the channel
bank were adjusted until the current on 211 but the VF cables
reached 300 A. Although 300 A could not be generated on the VF
cables, the ?oak current of 15 A per pair going into the bank
was comparable to the 12 A per pair expected in a CO
environment.

A standard D4 channel bank without any EMP protection was
pulsed 25 times at 5 kV/m without recording a single hardware
failure. A1l channe) units were tested at this Tevel. An alarm
control unit (ACU) was permanently damaged during the one test
pulse at the 12 kV/m level, probably resulting from an over-
current at the powar interface. Based entirely on this one
failure, it was concluded that the failure threshold of an
unpr?te?ted D4 channel bank is between 5 kV/m and 12 kV/m
vertical.

Exhibit 5-10 summarizes the failure thresholds of a
standard, unhardened D4 channel bank in terms of the peak
transient current induced at each l1ine interface. For the
Alarm, VF, and T-carrier interfaces, the induced currents are
for each twisted pair,

Alarm 90 - 70
VF 3 ~ 70
T-carrier 13-27 75-85
Power 37 ~ 55

Exhibit 5-10. Failure Thresholds of Unhardened D4 Channel Bank.




It was shown that the D4 channel bank could be protected
against threat-level transients by installing TPDs at interfaces
to external cables. The minimum protection needed at line
interfaces to ensure survivability includes:

. Alarm Interface: 845A diodes.

VF Interface: 0.01 uF capacitor,
. T-carrier Interface: 845A diodes.

' Power Interface: a 2 uH inductor and a 60 V
voltage clamping diode.

With these TPDs in place, the bank survived 96 simulator pulsas
betwsen 80 kV/m and 100 kV/m vertical.

currents at each of the 1ine interfaces to the hardened 04
channel bank 3us1ng the EMP TPDs outlined above). For the
Alarm, VF, and T-carrier interfaces, the induced currents are
for each twisted pair, While these current transients did not
cause the D4 to fail, they can be used as a conservative lower
1imit for the failure thresholds of each interface.

Rl

VF 28 90
T-carrier 64 78
Power 247 90

Exhibit 8-11. Lower Limit Failure Thresholds for
an EMP-Hardened D4 Channel Bank.

Further tests measured transient coupling to the backplane
wires of the channel bank. The D4 was not connected to any
cables other than to a short power cable, protected at the bank
interface by a power TPD. To produce maximum coupling, the D4
was conf1?ured with no shielding cabinet and was oriented with
the backplane wires parallel to the incident field. The D4 was
subjected to 3 pulses at 40 kV/m vertical without failure. The
same bank (protected on the shelves by EMP plug-in boards) was
subjected to one pulse at 80 kV/m, and one channel unit lost its
signaling capability. However, when the circuit packs of the
channel unit were hardened, no failures were recorded in 3
pulses at the 80 kV/m level. It was concluded that the failure

threshold due to direct radiation is between 40 kV/m and 80 kV/m
vertical,

B
g
!
i
1
Exhibit 5-11 sumnarizes the maximum induced transient ' ,
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In the final test configuration, signal errors or
interruptions occurred only twice in 33 tests, with durations of
0.1 ms and 10 ms. A synchronization signal was briefly lost in
the remaining 94% of the tasts, but its duration was not long
enough to introduce errors into the data. The effect of these
signal interruptions on voice communications was nearly imper-

ceptible, although for data communications at 96C0 baud, as many ,
as 100 bits may be lost.
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5.1.4  II System Response To EMP e

As stated above, typical Tl cables and repeaters with standard _
(gas tube) protection aEainst 11?htn1ng and 60 Hz power faults are sur- P
vivable against the 50 kV/m double exponential HEMP threat. The avail- '
able test data on repeaters with no lightning protection indicates that o
the expected peak strass level (20A to 40A) and the measured suscepti-
bility level (40A to SOAA are separated b{ lass than the mar-~in of er-
ror for this analysis; therefore, no conclusion can ba draw.. . unpro-
tected repeaters.

04 channel banks suffered significant damage and complete failure S
at transient stress levels that could occur in the central office en- B
vironment. Fields of only 12 kV/m were sufficient to cause service-

affecting failures of unprotected D4 channel banks. The failures were

caused by the injection of large current transients (3 A - 90 A, g
~ 70 ns rise-time) at the interfaces to long cables. By installing oy
TPDs at these interfaces, the bank was able to withstand induced SR

current transients at the various interfaces of between 28 A and 247 A ;@ﬁé
(with rise-times of about 90 ns). (ot

Based on these results, the unhardened Tl carrier sustem is
vulnerable to the effects of HEMP, A hardened T1 carrier system,

including EMP-?rotected D4 channel banks and repeaters, was subjectad ﬁ?éﬁ
to threat-level fields, and is concluded to be robust to the effects of s
HEMP. A summary of experimental and predicted stress levels is prasent- iﬂjp
ed in Exhibit 5-12. Ty
5.2 EI3C MULTI-MODE OPTICAL-FIBER COMMUNICATIONS SYSTEM" "
:.;;v‘.:_
The FT3C system is a medium to high capacity trunk transmission by
system that transmits digitally-encoded voice and data information at .335
90 Mb/sec through multi-mode 1ight pulses. The system contains three ?{k{
basic elements: the optical waveguide cable, the 1ine repeater sta- E o
tions (LRSs) that regenerate the attenuated optical pulses, and the Sy
central office (CO) equipment that terminate and process the signal. N%}g
Xy ';
A typical FT3C lightwave <ystem might be arranged as shown in kbf‘
Exhibit 5-13. The elements ot an FT3C system cover a large geographic "
area; cable splices occur every 1 to 2 km, LRSs nay be as far as 44 km g
apart, and the maintenance span between COs may reach 800 km. The im o
pact of EMP on any part of the FT3C system must, therefore, take ac- Sy
count of the total electromagnetic energy collected by long cable runs. :3'g¢
™ R
B |
T
* Significant portions of this section are drawn from NCS TIB 85-12 o
entitled, "FT3C Multimode Optical-Fiber Communications System: EMP gt
Test and Assessment," one of two studies in a program funded by the e
OMNCS and administered by DNA under contract DAEA-18-75-A-0059-8201AC. % f“
i
RSS!
- L) l\
5-17 : ;
{
w 2t ‘\
[N P P YL LY e A PRI TS * A Nt % A e e e M y \':{\’\:ﬁ
RTINS i .Uft.'.\.'if‘.l. et RV SR NRON B2 R e S E o Ol




‘SiD e SN WM B @u s OR N &0 &3 L9 o5 B3 28 KR &) T2

“juamdinbl 43t4ae) [ 40} S|IAI]

SSAUAIS YA SINSIY pue S|IAD] }S?] O uosiaedmo)

“puoIds | >> jo sabeyno asan syasdn )y

“@dl 19139ds & PISN Jeq AR PARIpIeY- GO (et saded a3

“¢1-S 1IaTHX]

~sywhn 03 A)13911p Buiped)

I 03 23w pes ¥ uil I5ndut 9q E0I5 ITUMSIP INGERPISUPD § PILEISUL St UciIdRlosd Bulngsly .

“SwgS - jo

WIS ¢ QN ISP NI ¥ I € SEN ey sanod AP O PowsRIYy Bemep ) “Ioeysun sonod KD
I PRLINSIM0 WB woss But)prsas Apgeqosd “w/ay 21 e pabemep A)uauemiad sen (MOV) 14N 10JIU0) BIe; Y UY -

“satlojesoqe

1798 131V @ S | ut Buiples pue 7 ¢ 3¢ BuiBurs 3snd jepiosruls padeep e 36 asynd 124 nRUod
2pgwp sH § X U G| ¢ PN Jen ULl RDINY I8 1% [SSO PUR JOSIV YIIN Sen uosleutan))f 133414 .

wndur 1535

vot3xfug

Y/ sesdasdn veot v 002 v/n weumy  paIxosd 1jney
andut w9 Janod pue Sutu
L AN 1) . wdus es uoijeuseny ] -3yB) “yedardy
W/A% 05  weeddsdn v of ® ¥ 902 W/AY 00 131G ‘Ss1eadlg 351450
SIsed
pea) 3311ds sno1sea
naudinbo e YA pue pI3I3)
¥ 0Y-02 3389) 1w -oadun *yeardly
Sunougn W/A% 05 pnsoun m v/ v/n po1saun  *ssajeaday aul
uoi3r3fug paizasesd
wechsy 1595 W Y/ sesdaesdn vy v 092 v/n WRIND) 1)ney samod
Pparng ‘v o2 By
Zimsn 'y @y Iy 1595 voijevian )] * yeouday
W/AN 05 sseddsdn v VY I9L /AN 09 13941 ‘ssajexdag an
wBULRpIEY A8
od1 e uo13133fug 12153ds 1A
o4l 3® ¥ @01 Vi sesdosdn v v 052 v/n WRUN)  yueg ey 90
]
weadinbo beweg uotjeuIw

® ¥V o0t w/AY 05 3oLy v 25 Y/R  W/AY 2L -M)] Mdaulg yueq |aamp %0

wingy P4 pea) 203393044

, wondinby sbng

I RBIID e JRIImy PR3

a0 g 1y uoyemnbe juo)
PIIIPALY SEIMI) ase)-Isson 39t PaISI] SN #1531 pue Jusedinbj

5-18

o

o
LJ Vs B

AR

ot

) ‘n A0

o 1 Ld
Q0 MR AW ,.‘.lt D0

.
L0

TR

LY RARS 9.y X
o KA AE

POACHCIOR



rengm )l
-4 .’%ﬁ.‘ ﬁr&ﬁr . e Aupaa Bt AAS |
hudemm & e Rasaser oo SRS :
'(.“‘.“.‘ [ 2] KA
en v
— e
.ﬁ;f
EXHIBIT 5-13. Typical FT3C System Configuration,
5.2.1 EMP Effacts on the Cable . bl
The glass fibers used in the FT3C system are very thin, each ‘i&?
measuring only 0,125 mm (0.005 inch) in diameter. Individual fibers e
are grouped into ribbons of 12 fibers each, with up to 12 ribbons e
stacked together for a maximum of 144 fibers per cable. Up to 1344 Qﬂb
voice circuits can be transmitted over a pair of 1ightguide fibers. \“
The ribbons are intertwined to reduce the strain on the fibers due to Oty
cable bends, with steel wires incorporated to further distribute the L
load. The outer sheath contains two layers of high-density poly- N
ethylene, with 14 steel wires measuring 17 mils in diameter (approx- gdg
imately 26 gauge) imbedded in each layer, The two sets of wires are e
helically wrapped in the onposite sense from each other. Exhibit 5-14 ;&é
shows a cross section of the LGAl-type lightguide cable used in the e
testing. 'y
(et a¢
Because the complex configuration of the cable is difficult to el
model analytically, the only reliable, cost-effective way to quantify ;Q;
fts response to HEMP is to physically test it. The optical fibers :,gq
should not collect electromagnetic energy, so the analysis must focus ﬁ&
on the sheath strength members. If the steel wires are modelled as a —
solid steel sheath, it is possible that current transients of 1-2 kA oy
may be induced on the cable (see Section 4-5). Three different tests jﬁg
N
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F <. COATED ALUMINUM

§ MOISTURE BARRIER

R T s

* AEEMAY IS A AEGISTRERED TRADEMARK OF §... OUPONT D8 NEMOURS & CO.

EXHIBIT 5-14. Cross-section of LGAl-type Lightguide Cable.

f were conducted on vhe FT3C cable under the EMP simulator (AESOP) at

HOL. While the FT3C is a buried system, the cable was tested on or
above the ground to facilitate testing. Coupling to aarial cables is
much more efficient than coupling to buried cables, so the transients
that the aerial cable were exposed to had faster rise times, higher
peak amplitudes, and more high-frequency components than the transients
that an identical buried cable would have been exposed to. The inct- ,
dent field, therefors, induced worst-case transients on the cable.

The electromagnetic coupling test was designed to assist in the .,
uantification of the relation between the incidant electromagnetic
ield and the measured bulk cable current at low incident field levels.

A 308-meter length of cable was laid parallal to the longitudinal axis N
of AESOP at a distance of 100 meters and was Eulsed by tha simulator. "
The peak incident electric field was about 2 kV/m at the cable center.

The sheath termination hardware (STH) was alternately left open-
circuited or grounded to a copper-clad iron rod, and in eich case, the "
peak current generated at the cable's midpoint was about 27 A. Extrap-
olation of this low-level coupling predicts a peak induced current of
about 700 A at the threat level of 50 kV/m horizontal.
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The current-induction test was designed to produce the largest
current AESOP could couple to the wire. With the cable carrying an
optical signal in the near field of the simulator (8.5 m), a maximum
current transient of 475 A was induced with the centerline grounded,
below the predicted threat of 700 A. The test transient caused small
"punch-through" holes on the outer sheath of the cable, possibly re-
sulting from arcing from the steel wires inside the cable to earth
ground. No parity errors or transmission path loss were measured. It
is 1ikely that this problem will worsen as currents reach threat
levels, possibly causing signal disruption and permanent damage.

The third test measured the distribution of current within the
cable. Results show that the outer steel wires carried about one-third
i of the cable current, with the inner steel wires and vapor bar:ier car-
N rying the remaining two-thirds.

The AESOP simulator produces an electromagnetic field whose
waveform and amplitude approximate those expected from a high-altitude
nuclear burst. However, since the spacial extent over which these
fields are produced are relatively 1imited, current injection must be
used to roﬂroduco current waveforms of the same magnitude as those in-
duced by EMP on long cable runs,

. If good bondin? practices are not used, induced sheath currents

may disrupt the optical signal or damage hardware components; one of
the areas most 11kely to have poor bonding is cable sg]ice points.
Current injection was employed to assess the potential vulnerability of
cable splice points to signal disruption. Exhibit 5-15 shows a typical
optical splice organizer.

2 For testing purposes, the optical signal was looped through the

" cable splice and was monitored for parity errors. With the Marx genar-
ator charged to 90 kv, qeak currents of 900 A were injected through
cable stubs into the splice case, and no parity errors were detected.

g Although not explicitly stated, it is assumed that the stubs were con-

figured with FT3C cable. It is also assumed that the rise and fall

times of the injected current waveforms accurately represented EMP-

induced transients.

The splice and ogtical cable were subjected to injected currents
above the predicted threat level of 700 A, with no parity errors detec-
ted. It is 1ikely that the 900 A injected current waveform caused some
physical damage to the cable, because induced current transients of

only 475 A were shown to cause minor damage to the outer sheath of the
cable, Despite this, it appears that the cable and splice case are sur-
vivable to the effects of HEMP, because the optical signal was not dis-
rupted due to the injected current.

§.2,2 [EMP Effects on Line Repaater Stations

The LRS 1s designed to amplify and retransmit attenuated optical
signals between CO facilities. Each LRS contains one or more Line Re-
peater Bays (LRBs), each of which can accomnodate up to 48 FT3C regen-
erators, with one regenerator required for each direction of
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EXHIBIT 5-15. Grounding and Insulating Joint Connections oh
Lightguide Splice Organizer in a Vault Splice
Closure and at a Central Office CEF,

transmission. The bays are powered by 131-type power converters, which
require 208/240 V singIa-?haso AC power input and produce -48 V DC
gowcr output for three fully-loaded LRBs. The power converters have a
attery backu? which can power three fully-loaded LRBs for about eight
hours. Long lengths of cable are terminated at the LRS by 1ightguide

cable interconnection equipment (LCIE). Exhibit 5-16 shows typical
cable terminations on LCIE.

The large current transients that are generated on the stee!
strength-members of the FT3C cable may enter the LRS through the ground
system (which incorporates both the LRS and the LCIE), because the cur-
rent is terminated to ground through the LCIE. The FT3C power system
may be susceptible to spurious shutdown or hardware damage when exposed
to these transient ground-system currents.

During testing, the 131C power converters provided the -48 V DC
power using one of its two rectifier circuits. While the equipment was
exposed to the E-field produced by the Marx generators, an optical test
signal was generated in the EMP shielded test hut, sent via a 100-foot
long cable to the equ1ﬁment being tested (where it was processed), and
sent back to the test hut (where it was checked for parity errors). A
maximum charge level of 78 kV produced average E-field components at
the equipment of 55 kV/m horizontal and 25 kV/m vertical.
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EXHIBIT 5-16. Detail Views of Cable Terminations on
Lightguide Cable Interconnection Equipment.

The two major non-recoverable service-affecting failures that
occurred during this phase of testing were:

A1l three types of power units élalLlA, '3171, and 131AB1)
were subject to deactivation under EMP exposure, with the
1ikelihood of disabling increasing with field intensity.

., One hardware failure occurred in a 131L1A power unit in the
LRS at medium field-strength (5% kV charge level).

The deactivation of the power units constitutes a serious
problem. When the power units deactivate, power is automatically sup-
plied from the reserve batteries, which will continue to supply power
until the deactivated power units are manually restarted. If the power
units are not restarted within eight hours, the batteries will be
drained, and all service will stop. [t is evident that this power sys-
tem is not survivable to EMP.

The failure of tha 131IL1A ﬁower unit potentially constitutes a
more serious problem, because failed unit needs to be repaired or
replaced (not just restarted) within eight hours {f uninterrupted

service is to continue. Because only one power unit failed during the
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testing, and the failure occurred at medium field strength while no
failures occurred at threat-level fields, the one recorded failure can

be considered an anomaly and is not expected to occur during exposure
to EMP-induced transients.

The power converter shutdowns during the testing of the LRS showed
that the overvoltage protection c1rcu1tr¥ of a1l three types of power
converters were sensitive to RF noise. The problem was solved by plac-
ing a 0.1 puF capacitor between the gate and cathode of the SCR in the
ovarvoltage protection circuitry and placing a 0.01 uF capacitor at
the input lead of the overvoltage comparator. The maximum differential
current across the suppI{ and return leads of the power converters was
shown to be about 40 A, leading to a peak voltage across the output ter-
minals of about 4 kV. With the protective capacitors in place, the mod-
ified power converters withstood injected current waveforms with volt-
ages exceeding 4 kV. Saveral further circuit modifications (similar to
those mentioned above) enabled the gowor converters to withstand repeat-
ed peak incident fields of 70 kV/m horizontal and 20 kV/m vertical,

CECE m u m u
-.-“-‘-r

Although the modified power converters of this test configuration
survived simulated EMP transients, they can not be considered surviv-
able to HEMP, The shutdowns were traced to sensitivity of overvoltage
protection circuitry to RF noise, ywc this sensitivity was quite 1ikely
offectad by the configuration of the test setup, which was different
from typical LRSs and COs. A more thorough analysis using typical LRS
and CO configurations is needed to verify that the modified power con-
verters are survivable to HEMP.

Large EMP-induced current transients may be generated on the
cable, leaving the lightguide cable interconnection equipment éLCIE),
LRS, and €O oqu1gment particularly vulnerable, because the LCIE termi-
nates long lon?t s of cable at both the LRS and CO equipment bays. Be-
cause free-field simulation could not generate threat-level currents,

current injection was chosen to assess the potential vulnerability of
the LCIE to current transients.

L (R S SR o o=

Pt

&1

-,
e

With the Marx generator char?ed to 90 kV, a peak current of 600 A
was generated in the LCIE (slightly below the predicted threat of

700 A), and no parity errors or hardware damage were detected. This
current 1s lower than the current injected into the splice case at the
same charging value, because the LCIE has a higher terminating imped-
ance than the splice case. Since no signal disruptions or hardware
damage occurred with 600 A of injected current, it is likely that the

LCIE will survive injacted threat-level currents, but this has yet to
be verified,

Except for the damage and shutdown of the power converters, the
LCIE and LRS suffered no sorvice-affcct1ng damage or upsets. However,
it is possible for threat-lavel currents to enter the LRS through the

e R e

ground system, which incorporates both the LCIE and the LRS. Since the N
survivability of this equipment against threat-level currents on the i
ground system has not been adequately addressed during testing, no
assessment of the modified LRS' vulnerability to HEMP can be made. i
!
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The power converter shutdown problems incurred during simulator
testing of the LRS are quite serious. After a power converter shut-
down, power {s always supplied by batteries, which last for only eight
hours. If the power converters are not manually reactivated within
eight hours, then the entire LRS which is powered by the affected power
converter will be left without power, and no further calls can be pro-
cessed. The power converters must therefore be considered vulnerable
to HEMP. The survivability of LRS equipment 1s inconclusive, since
threat-1evel currents were not injected into all subsystems.

§.2.3 EMP Effects on Centra) Office Equipment

The FT3C uses MX3 and MX3C equipment at all terminal locations
(see Exhibit 8-13). The MX3C LTF consists of a single MX3C lightwave
monitor and control bay, a lightwave terminating growth bay éas re-
quired), and from one to five MX3 function bays. Various modules may
be installed in the MX3 function bay to allow the MX3C lightwave termi-
nating frame (LTF) to otorate in one or more of three modes. Each con-
figuration of the MX3C LTF can terminate up to ten two-way FT3C 1ight-
wave service 1ines and up to two two-way FT3C lightwave protection
1ines. The monitor and control bay 1ightwave terminating module (LTM%
provides an interface between the function bay modules and the optica
cable. The regenerators within the LTM multiplex the two 45 Mb/sec in-
put signals and output a 90 Mb/sec electrical signal. This signal
drives the regenerator transmitter, which converts the signal to an
FT3C 1ightwave 1ine signal for transmission on the fibers. As with the
LRS, long lengths of cable are terminated at the CO by lightguide cable
interconnection equipment (LCIE).

In the FT3C system, there is essentially no difference between
strass on central office oqu1ﬁment and stress on line repeaters., Con-

sequently, tests similar to the line repeater tests were conducted at
HOL on CO equipment.

During testing, CO equipment consisting of a monitor and control
bay and a MX3 function bay were subjected to simulated EMP while pow-
ered by batteries. Ore of the two major non-recoverable service-
affecting failures that occurred during the LRS testing affected the CO
equipment as well: all 131-type power converters were again subject to
deactivation (causing total service interruptions) when exposed to even
low-level simulator pulses.

Threat-level currants can enter the CO equipment ground system
from the cable through the LCIE., Because such currents were not in-
Jected into CO equipment, the same conclusion can be drawn here as was
drawn for the LRSs: CO equipment with unmodified power converters is
vulnerable to HEMP-induced transients, while no assessmant of the vul-
nerability of the modified CO equipment can be made.
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5.2.4 FI3C Multi-mode System Response to EMP

AESOP induced fields and injected threat-level currents did not
produce any signal disruptions or service-affecting hardware damage
during testing of the optical cable and splice case, so both elements
appear survivable to the effects of HEMP.

Near threat-level currents were injected into the LCIE with no
signal disruption or hardware damage detected, so it is 1ikely that the
%& 5 will survive threat-level {ransients, but this has yet to be veri-

ed.

Unmodified power converters were shown to be vulnerable to
simulated HEMP transients. Because both the LRS and CO rely on the

gowagugonvortors to powar them, each must also be considered vuinerable
° [

A1though modified power converters were shown able to survive
simulated HEMP fields, testing of the modified power converters did not
use a LRS or CO conf1gurat1on typical of those in the field; it is pos-
sible, therefore, that the modified power converters would not survive
exposure to actual EMP. While current was injected directly into the
LCIE and power converters, it was never injected into the LRS or CO
e$u1ﬁment through an LCIE. These two problems cause the survivability
of LRS and CO equipment to be inconclusive.

Because of the demonstrated vulnerability of the power system, the
antire FTIC multi-mode system must be considered vulnerable to HEMP.

5.3 IHE L4 AND LS CARRIER SYSTEMS

The L4 System was introduced in the late 1960s for raliable
high-capacity long-haul transmission, L4 {is a solid-state system de-
signed to survive in a nuclear environment (Ref. 22). A1l cable is
buried, and hardened routes have buried main stations and repeaters.

The L4 System comprises cable, terminal office equipment, and
three types of 1ine repeaters: basic, regulating, and equalizing.
Basic repeaters are nominally spaced 2 miles apart, regulating repeat-
ers 12 miles, and equalizing repeaters 50 miles apart. Terminal sta-
tions (main stations, central offices) perform formatting and switching
functions, allow remote control, and supply power to repeaters; they
may be attended or unattended, and can be spaced up to 150 miles apart.

The L4 System was retrofitted over L3, introduced in 1953 with 12
coaxial tubes and 9,300 two-way voice channels, which, in turn, had
been retrofitted over L2. In addition to carrying more tubes per
sheath, each successive retrofit multiplexed higher frequencies and cut
the previous nominal repeater spacing in half, for example, from 4
miles in L3, to 2 miles in L4,

The first commercial use of L5 was in 1974. L5 was planned for
the relief of coaxial and radio systems along major north-south and
east-west corridors in intercity networks (Ref. 20). The L5 system is
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retrofitted on L4, and has basic repeaters every mile. Main stations
perform the same functions as L4 main stations, but must be spaced 75
riles apart or less.

A high-1evel block dia?ram of system terminal equipment is shown
in Exhibit 5-17. Main station oqui?ment includes transmitting and re-
ceiving equalizing repeaters and multiplexing equipment for customer
message formatting and amplification. Additionally, main station L4
and L5 equipment performs automatic protection switching, remote mon-
itoring and control, fault location, and power supply.

5.3.1  EMP Effects On The Cables

L4 trunks generally are 3-inch shielded cable carrying 20 coaxial
tubes and 52 interstitial service pairs. Each coaxial tube carries six
frequency-multiplexed master groups, i.e., 3,600 one-way voice chan-
nels; each pair carries 3,600 two-way (full-duplex) voice channels. Of
the 20 tubes, one pair {s spare and nine pairs are used, sugp1y1ng
32i482 twgiway message channels per sheath. Exhibit 5-18 shows a typi-
ca cable,

. MG' T

LING
MULTIPLEX
MASTER| | coNNECTING | | SONNACTING - fgAasLe
0 t 1 SPO0P, pemed equm\gm ANO
1 BLE ) AUTOATIC
: me e | Pit PRE-EMPHASS) || Ng swiTcH [ TERMINAL LINE
, REPEATER REPEATER
LEQUALIZER
g e e e e TERMINAL === == e e e —REPEATERED
; MG 1
2 | MASTER- MULTIPLEX CONNECTING
.| cRoup CONNECTING EQUIPMENT CABLE
D | k- e RQUIPMINT )
' PLEX ] AUTOMATIC
e DE-EMPHASIS | | {ing switeH| TERMINAL LINE
REPEATER REPEATER
L EQUALIZER

EXHIBIT 5-17. Simplified Block Diagram Of L4 Terminal Equipment.

L5 multiplexes three full-duplex jumbogroups (each comprising six
mastergroups) paer coaxial pair. When new cable is laid, it contains 22
tubes (two are still spare) supplying a total 108,000 two-way voice
channels per sheath.
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Trunk cable: WECo "COAX-20", buried, pressurized with dry air,
Standard coaxial line: 0.1" copper conductor insulated from 0.375"

cylindrical conductor of 0.012" copper tape seamed lengthwise. v

Outer conductor wrapped in one or two 0.006" steel tapes for added

strength and H field shielding. é
Completed trunk cable core (including cors pairs, inner eight cnaxials, "

interstice pairs, outer 12 coaxials, two units of wire pairs,

interstice single wires, paper wraﬁp1ng): 2.13" diameter.
Inner polyethylene gacket: 0.075" thick.

S B &3 o8

o 655

Quter Ba er wrag (heat barrier): spirally wound, thickness 06005". ,"
Lead ( b? sheath: Thickness 0.112", conductivity is 4.5 x 10° mho/m. b
Outer polyethylena jacket: 0.079" thick black polyethylene, dielectric .;i
constant is 2.3. "
Total cable outer diameter: 2.972." ﬁ o
o0

ol

vl \

EXHIBIT 5-18., Typical L4 Cable Characteristics. £ ‘.
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: In addition to the 6 and 18 mastergroups that L4 and LS5 trunks

' respectively carry, they carry line pilot signals, equalizer test and
remote control adjustment signals, 1ine-switching signals, command car-
rier signals, and monitoring oscillator signals. Diagrams of L4, LS
system frequency allocation are shown in Exhibit 5-19(a) and (b).

If L cables were exposed to EMP, major concerns would be similar
to those for T1 cable: direct damage from large currents, diffusion
currents on signal conductors, and high-frequency coupling to exposed
cable. However, there are a few differences. Since L systems are ana-
log and repeaters a2ctually amplify signals, the polential amplification
of high-frequency HEMP-induced surges is a concern. Additionally,
lower-frequency surges could sum a on? entire 150-mile lengths, since
. repeater dc power is sent along signal 1ines and power separation fil-
N ters are designed to pass low frequencies along the line.

In general, L4 cables are well-protected against direct coupling
and 1ts effects. There are no splice cases at repeaters; signal lines
in L4 are much less apt to be exposed to sheath currents than signal
1ines in twisted pair cables or in T1, for example. A1l lines are

buried.
On some routes, guard wires are ouried with the cables; guard
& wires are two 0.165-inch diameter wires, 10 inches apart and 24 inches
4 above the cable. The purpose of these wires is tc protect cables from

direct 1ightning strikes. The cables are better conductors and carry
90 percent of induced currents at frequencies above 10 kMz (rise times
less than 25 us), where most HEMP energy is radiated.

5.3.2 EMp Effects On Repeaters

Over a 4,000-mile route, signal loss is 120,000 dB in L4 cable at
nominal L4 frequencies. The L4 system is designed to deliver signals
to within £ 3 dB amplitude for all circuits. Amplification of the sig-
nal is a complex task and must be well controlled. Control of the sig-
nal levels is accomplished by three types of repeaters. The basic re-
peater is a plug-in unit with a shaped gain-frequency characteristic
that compensates for two miles of 0.375-inch coaxfal cable loss at
55 F. A regulating repeater performs the basic repeater function and
provides gain regulation to compensate for changes in cable loss due t¢
variations in soil ambient temperature. An equalizing (mid-span) re-
peater performs the regulating repeater functions and provicdes equaliza-
tion across the L4 band using six networks whose characteristics can be
varied remotely by commands from a main station control center.

Each repeater has power separation filters (PSFs), a Zener diode i
for constant voltage drop, and an amplifier circuit. The PSFs supply
dc power to the amplifiers and divert frequencies below 70 kHz from

- e ¥

amplification. A preamplifier, which accepts frequencies over 100 kHz, ;fi
and a power amplifier amplify the analog signal, and are separated by 32
. Line Build-Out units (LBOs). LBOs are passive 1ossy networks that ¥

mimic cable losses; they are inserted (in 0.1-mile increments) when o

\i

E&
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cables are shorter than nominal, A block diagram of a basic repeater,
showing the power separation filters, is shown in Exhibit 5-20. Typ-

1cal repeater layout according to function is shown for L4 and L5 in
Exhibit 8-21.
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FiLTEn HLTER

EXHIBIT §-20. Simplified Schematic Of L4 Basic Repeater.

In general, L4 repeaters (in and out of main stations) are well
protected. Transient protection and transformers exist on all inter-
face circuitry. Repeaters have heavy aluminum cases, and are installed

in manholes. Protective grounding circuits may also exist at repeater
sites.

Because of the configuration of the 150-mile repeater power supply
loop, repeaters near the ends of the loop operate at high potentials
with respect to ground. This makes high potential surges an even great-
er concern. L systems do not use TPOs on signal lines (which also
carry repeater power); 1ines terminate in the repeater power seﬁarat1on
filter, which is exposed directly to diffusion currents. Nonetheless,
L4 repeaters are designed to withstand induced EMP surges, especially
along hardened routes--a requirement that may have had the greatest in-
fluence on repeater physical design and circuit design.
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EXHIBIT §-21 L System Repeater Spacing.

The Tow-pass PSF has its break point at 70 kHz in 1ine repeatars
and 40 kHz in main office repeaters. H1gh-fre$uency signals are sent
to the preamplifier input filter, a high-pass filter with its break

point at 100 kHz in 1ine repeaters and 45 kHz in office repeaters. Low-

frequency signals are passed to the power supply circuit and directly
to the repeater Zener diode. Thus, pulse components below 100 kHz
could stress the diode and the preamplifier filter, but they will not
be amplified.

Pulses entering through the out?ut terminals are sim11ar1{
filtered and passed to the power amplifier output. The preamplifier
input and power amplifier output are well-protected; the preamplifier
input has a transformer and surge protection diodes, and the power am-
plifier output has a transformer and an RLC filter (Ref. 23). At
20 MHz the pre-amplifier has a gain of 6 to 17 dB, the power amplifier
a gain of 18 to 20 dB (Ref. 23).
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Protective siliccn diodes are installed across both the primary
and secondary windings of the preamplifier input transformer. The pre-
amplifier first stage transistor would be damaged {1f exposed to too
much voltage drop; the protaction diodes are designed to 1imit voltage
s?ikes to a swing of 2 V peak-to-peak for any type of transient, in-
cluding EMP,

This combination of reneater protection has ﬂroved effective
a?a1nst short circuits, 1ightning, and 800 V, 60 Hz power fault tran.
sients. Before deployment in L4 systems, repeaters are tested with
transients peaking at 2 kV in 10 us with up to a millisecond duration
injected onto input and output terminals.

Repeater cases are thick aluminum, which is an effective shield.
Cases and cables are grounded on a ground bus, which runs to a periph-
eral ground of 0,75-1nch bonded copper-weld rods buried around the man-
hole. At the repeaters and all along the cable, signal conductors see
an estimated 6,000 ) impedance to their return &tho coaxial tubes), es-
sentially an open circuit compared with their 75 0 source impedance.
Thus, they are essentially 150-mile conductors with a continual open
circuit to ﬁround. The outer coaxial tubes, on the other hand, are
bonded to the Tead (Pb) shaath at each repeater, effactively ground1ng
them avery two miles, Additionally, cables are laid inside steel pipe
for 30 feet as they approach a repeater on each end.

These are good bonding practices, as outlined in Chapter 4.
Extramely high surge currents might reflect somewhat from the ground
bus onto coaxial tubes, but would not be s19n1f1cant1{ propagated down
ths 1ine. R1n?1ng that couples onto signal Tines would either be
damped by amplifier transformers (if high-frequency) or attenuated by
» the 150-mile isolated signal lead itself (if low-frequency).

Bulk current injected onto the trunk sheath was 1,460 A, somewhat
less than the 2 kA that might couple to buried cable. Free-field 11lum-
tnation levels of all equipment were up to 80 kV/m, much higher than
the 50 kV/m threat. In addition, equipment was exposed to repetitive
pulses of free-field illumination and current injection, spaced 0.5 us
apart, to simulate multiple HEMP events.

Thus far, the coupling of transient fields to trunk sheaths and
N the integration of diffused currents over long 1ines have been dis-
cussed, including attenuation by repeater transformers, but ignoring
repeatar action. In the L4 System, there is also concern about the

. propagation and amplification of high-frequency (above 100 kHz) surges

D down the line.

g Such 1imiting action causes a burst of noise to be propagated

o through the system., In tests, this noise was enou?h to cause temporary
loss of s1?na1 to the next repeater in line, but did not cause any

damage. Since any amplification of this noise would be attenuated by
the next interrepeater cable length, PSF, and preamg11f1er fnput fi1-
ter, 1t is concluded that high-frequency noise may be spread over time,
but it will not be amplified above the level seen at a single repeater.
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5.3.3  EMP Effects On Central Office Equipment

Cnnfkii'offiéii pirform“rdmoto control of 1ine systems, protection
switching on all transmission trunks, and protective grounding and shut-
down of the repeater power supply loop.

A control center, 1ocated only at certain main stations, is Il
attended and allows performance of remote temperature and gain sansing, :
adjustment of equalizers, problem location, and interrogation and con- ;
-~ trol of other (slave) main stitions, which need not be attended. As an Il‘
example, ?rob1om location might be conducted by ramotely turn1n? on
test oscillators present in each equalizer and monitoring oscillators
present in each repeater. Signal Tevels would be displayed in a spec- l'

trum analyzer at the control center, and amplifier gain deviations
would be pinpointed.

Automatic protection switching occurs at each main station,
staffed or unstaffed. When a 1ine pilot used for primary frequency
synchronization or rapeater gain ro*u]ation deviates from preset
Tevels, all circuits on that coaxial tube are switched onto the standby
pair at the receiving end, and a line protection switching tone is sent
to the trln:m1tt1n?tond. Any upset in the line giTot tone causes the

Line Protection Switching System (LPSS% to switch the standby pair of oo
coaxial tubes into the transmission path.

Main stations contain high-voltage dc converters that furnish o
power to line repeaters over the center conductor of the coaxial lines
and to other remote equipment over the interstitial 1ines. A line re-

peater 100p (two main terminals and all of the 1ine repeaters between

them) is powered from both ends, with one end ?roundcd and one end Ei
floating. The potential drop along each long line is symmetric with

respect to ground, one end positive and one negative. In L4 the long-

1ine drop over 150 miles s 3,800 V, maintaining 520 mA dc; in L5 the

drop over 75 miles 1s 1,150 V, maintaining 910 mA. Eg

Induced sheath currents or earth potential gradients can cause
dangerously high voltages at the floating end of the loop, so a protec- :j
tive earth grounding clrcuit 1s tied to floating ground. A block dia- KA
gram of the L4 repeater power supply loop is shown in Exhibit 5-22, and

simpler block diagrams of the grounding protection are shown for L4 and
LS 1n Exhibit 8-23(a) and (b).

would be aquivalent to those expected at rapeaters at the ends of a

As mentioned in the previous section, surge transients at COs 3:
150-mile segment.

On each L4 81?nal 1ine entering a main station building, sur?e %8
protection or regulator diodes and a spark gap are provided. Typical ¥
sgark gaps used are Western Elactric (WECo& tyg? 98, 111, or 123 carbon

0

blocks. As part numbers ascend, these carbon blocks are built to carry N

more current; plant engineers choose a part based on experience with i
transient problems in their areas. Special high-current protectors,

such as WECo 1J8, may be installed where severe power-fault transients e

could couple to signal lines. 3/
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EXHIBIT 5-22. L4 Repeater Power Supply Loop Block Diagram,

Firing tests of the typical spark gaps in use on L4 1ines were
conducted at Ball Labs. (Data are from Reference 22.) Two pulse types
were tested., The first rose to peak in 4 us; in two series of tests,
the mean and standard deviation firing voltages were 610 + 70 V and 780

+ 140 V. The second pulse was the 10 us x 1,000 us pulse that repeat-
ers are tested withy the observed firing vo1tlga was 700 £ 78 V. For
411 tests combined, the average dc1aﬁ (charging of the carbon blocks)
was 7 ns to 40 ns at voltages near the threshold (representing the
worst case), and 5 to 7 ns at high voltages up to 2,000 V. From these
tests, 1t {s apparent that all current in the pulse for at least the
fir:t]fe: nanosaconds vill be passed on the 1ines directly into equip-
ment leads.
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As mentioned, there is a protective circuit on the repeater power o
Toop floating ground goint to protect against induced surges and earth
potentials, A schematic and 1isting of the operational 1imits of this
circuit are shown in Exhibit 8-24. Central offices have additional

threats to this power supply loop, particularly from magnetohydrody-
namic EMP (MHD EﬂP).*

Shutdown of the power loops through the protective grounding

, circuit or the Rowor converters is not a failure; it is a protective
- Toss of power that requires manual intervention. Personnal at the two
' central officas would have to be in communication to raise the four
power converters to operational level in tandem. This communication
norinally takes place over order wires, the two groups of wires that run
in L4 cables near the outer sheath in place of coaxial tubes (see the
L4 cross-section, Exhibit 5-18).

Communicution between PSN personnel is voice froquonc%analo

repeated at the oqu|11z1n? repeaters only (in separate amplification

circuits from signal amplifiers at the roputcrsg. 5
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EXHIBIT 5-24, Schematic And Limits Of Power 3
Loop Protective Grounding Circuit, o

e S X

* MHD EMP resuits in an induced potential over the surface of the N
% Earth and 1s a natural corollary to HEMP. )
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The second potential problem is firing of spark gaps on the
separate amplifier goyor,qquly 1ines, latch-up, and blowinf of the
fuses, This would mean that power to the 150-mi1e Toop of L4 signal re-
peaters could not be restorad unless personnel could communicate over
other routes, or replace the fuses in the field.

§.3.4 Resconsa Of The L4/L8 Carrier Svstems To EMP

In addition to the cable current, direct {1lumination and earth
otential stresses, current will be carried to L4 COs alon? other
uilding penetrations as described in Chapter 4. Some analytically

predicted Tevels (Ref. 24) are 1isted in Exhibit 8-28.

A typical L4 systom is sometimes considered to be a 1ink in a
hardened route. A1on$ such a route, cable {s hardened to sustain
180 psi overpressure from blast, repesaters to sustain 80 psi, and COs
10 psi. From information available on construction and installation
practices along such routes, a typical system as a whole appears to be
well-protected. Naither conducted stresses on penetrators nor direct

C o -
Y - . 2D

11lumination fields are expected to cause fajlures. This expectation ;
1s consistent with test results; no tested L4 component has been de- il

termined to fail at full stress levels. The most serious problems ob- \

served have been power or transmission outages for a half second, and i

power loop automatic protection shutdown, requiring manual E .

intervention. i

Penetration Main Sctation Repeater Station ' 3

APS PK-PK AMPS PR-PK Eﬁ g

Powver Cables 2900 - ;'i'

Aerial Telsphone Cable 5200 - E 3

Buried Le4 Cable 1000 1000 23 'ﬁ

f

Sewer/Water Pipes 1000 - ~ A

e

EXHIBIT 8-25. Analytically Predicted Penetrator Currents.
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5.4 MICROWAVE RADIQ SYSTEMS

Long-haul transmission systems frequently use 1ine-of-sight
microwave radfo. It was estimated in 1977 that 60 percant of the
circuit-miles in the ATA&T toll network were microwave 1inks (Ref. 20).

Radio systems, 1ike cable transmission systems, are made up of
switching and 31?naling squipmant in central offices, and repeater
sites for amplification on long-haul 1ines. A microwave radio 1ink
Junction consists of a structural steel tower holding transmitting and
recaiving antennas, waveguides that run down the tower to a building,
and interface, protection, modulation, and multiplexing equipment (or
the inverse) inside the building.

The most common radio systems in the PSN are Frequency Division
Multiplexed - Frequancy Modulation (FOM-FM) systems, which carry anale
signals in the GH2 frequencies. The most important of these are the T
Systems, notably TD-2. TD-2 uses vacuum-tube tochno1o?y. multiplexes
1,800 circuits per radio channel on vertically and horizontally-
polurized beams $w1th interstice channels of the other polarization),
and uses horn reflector antennas. Frequency range is 3.7 to 4.2 GHz;
average repeater spacing 1s 26 miles and is decreasing (as circuits per
channel 1ncr|as|g. The solid-state version, TD-3, 1s replacing TD-2 on
an evolutionary basis.

Another class of FOM-FM analog systems are the TH systems, notably
TH-1, It transmits over the B8.925 to 6.428 GHZ range, but {s otherwise
sim{lar to the TD s¥stoms. TH-3, the solid-state version, is similarly
replacing existing TH-1 s¥stoms. TH-3 1s expected to carry up to 2,400
circuits per radio channel.

Other bands exist centared around 11 and 18 GHz, but the higher
frequencies are more problematic. The 11 GHz band 18 1imited to short-
haul traffic, but 1inks can be used as extensions in congested areas or
as stand-by protection routes. New technology is evolving here at high-
er frequencies, in SSB (single side-band) radio, and in data transmis-
sion at lower frequencies.

As mentioned, oguipment 18 housed in ordinary buildings near the
microwave tower. Radio transmitters and receivers are usually located
as close to the towar as possible to minimize waveguide losses, and,
consequently, there may be up to another 1,000 feet of coaxial cable
leading to multiplex squipment terminals.

Similar to cable systems, FM systems include protection switching
in event of equipment failure., Protection (idle) channels can be
switched into the normal transmission path, In addition, patch bays

are located at and stations (main stations) for restoration and routing
flexibility.
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5.4.1 Riffusion And Penetration Stresses

The analysts of penetration stresses entering a building from the
micrwave tower and waveguide run was discussed in Section 4.3.4, A
worst-case assessment determined that & kA peak-to-peak EMP currents
are expected at the waveguide point of entry into a bu11d1n?. Rise
times of 100 to 400 ns for typical tower heights in the Bell system are
expected. The rate of rise of current for the worst case is thus deter-
mined to be 80 A/ns. Typical lightning transients expected by radio
station designers are 10 kA tower currents with 1 us rise times
(Ref. 28), The rate of rise in this case is 10 A/ns, which is
comparabie to the EMP rate of rise.

Y

- N v
£ -

The applied practice of bonding and grounding waveguides and ac
power conduits at the building entrance to external and internal ring
?rounds provides a significant reduction in transients on panetrators,

asting (Ref. 8) has shown that for signal leads within 10 feet of the
penet.,ator (near zone), induced signals can be reduced by 48 dB or more
usinz this practice. For leads that are farther away than 10 feet (far

-]

zone), induced transients can be reduced by more than ¢% d8. The tran-
sient currents expected in this case are 3 A and 34 A on leads in the
far and near zones, respectively. In garticu1ar. the coaxial communi-
cation cable (in the near zonc& connecting the waveguide to the radio
bays can carry over 30 A, Such large currents require waveguides and
coaxial cables extending 10 feet or more inside a large station have
multiple grounds inside the building. They should also be multiply
grounded at all entrances to equipment rooms.

Power 1ine leads are also expected to produce about | A of induced
current (see Section 6.2.2) at radio equipment leads. Other penetra-
tors such as water pipes, sewer pipes, fuel 1ines, and conduits for ex-
ternal lighting are not expected to contribute much current, since
these penetrations are usually not routed near equipment bays.

I3 &R O R B &8

Diffusion fields are also expected to induce significant interbay 5
currents as discussed briefly in Section 4.4, Simulated HEMP tests o

have been conducted by Bell Labs on TD-2 microwave relays at several 54 ﬁ
sites (Refs. 26, 27, 28). The microwave terminal equipment tested fﬁ e
includes TD-2 radio bays, protection switching circuits, and multi- :
plaxer/demultiplexer subsystems. Exhibit 8.28 113ts the test sites \
used in these studies. & N

§.4.2  System Response &o HEMP £

The assessment of the survivability of microwave systems requires
a consideration of penatration currents coupling to radio equipments,

o BRR
.\'

multiplexers, and protaction sw1tch1ng, as well as diffusion coupling é;
from direct {1lumination. The present test data base indicates that :::‘;
the TD-2 microwave equipment is survivable to direct i1lumination to "
HEMP fields of 50 kV/m. However, this testing did not simulate the E; oo
direct penetration current exgectnd from the tower and waveguide. Al- i g
though. the currents induced by direct 11lumination are less than 2 A, -
penetration currents (due to tower transients) can be 30 to 40 A, This oy :u
suggests that the total stress on microwave equipment will be :ﬁ q;
X0
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substantially greater than levels tested to date. Actual stress levels
at particular sites, of course, are dependent on placement of equipment
racks (near or far zone) and interior routing of other conductors
31.0., power 1ines, telephone 1ines, AM/FM antennas). Tests performed
uring the PREMPT (Ref. 45) program provided some data concerning dam-
age thresholds for some typical radio and multiplex equipment ranging
from 9 A to 110 A,

In summary, test data indicate that TD-2 microwave systems are not
vulnerable to permanent damage from direct illumination or diffused
fields. The dominant conducted stress (potentially dam 1ng) would
most 1ikely occur from tower transients. However, the abundance of
microwave and radio towers in the PSN and relatively frequent occur-
rence of 1ightning transients has led to design practices (i.e., bond-
ing and ?round1ngz that mitigate these surges which have rates of rise
comparable to that of HEMP. It is inferred that 70-2 systems are there-
fore survivable to HEMP conducted and diffuse transients.

' txoltation Maximum Obsetve
? BT W T VI DU LT B B o TT e L e
racrgo, 10 4 140 kv/m Upsets A
Notth Dakota No Damage
shinez, 10 4 $0 kv/m Upsets N/A
Texas Some Damaget**
! Vega, Texas | 40=-30 dB 30 kV/m Minor Upsets N/A
No Damage
New Hope, 10 48 80 kV/m Upsets N/A
ohie No Damage

EXHIBIT 5-26. Simulated HEMP Tests Of Microwave Relay Facilities.
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6.0  SWITCHING SYSTEMS

Two of the switching systems identified as critical assets in
Chapter 3.0 are raeviewad in this section: B3ESS and 4ESS switches.
This chapter analyzes the expected EMP response of both of these
switches. In this analysis the following EMP {ssues and associated
practices are discussed:

. EMP shielding effectiveness of building construction and ex-
pected field levels

EMP-induced surges on power 1ines and communication cables and
th: e:fect of these surges on interface equinment to the
switc

ENP penetrations through ground systems.
The next section describes the central office, with emphasis on the EMP
stress levels for these switching systems. The remaining sections de-
scribe in detail the effacts of EMP on each switching system.

6.1 CENTRAL OFFICE STRESS LEVELS

Assessment of the survivability of switching equipment requires the’

determination of the stresses due to the diffusion field (zone 1) and
the conducted stresses on external penetrators (cables, water pipes,
antennas, towers, etc.). The sum of all of these stresses is used as
the composite stress for a worst-case assessment.

6.1.1  Eield Levels

Since the advent of the electronic switch, plant designers have
recognized the need to provide a quiet electromagnetic environment for
the switch and associated equipment. In an urban ervironment, this is
typically provided by the use of electromagnetic shielding and filters
on power lines to reduce the electromagnetic interference from radio
frequency (RF) sources. Switching sites located away from metropolitan
area, however, may be in quiet electromagnetic environments, and re-
quire 1ittle shielding. Most central offices in the PSN are of this
latter type, although there is a trend toward increasing levels of RF
interference in both urban and rural areas. ATAT standards and prac-
tices indicate that these buildings are normally constructed in one of
three ways (as discussed in Sections 4.3, 4.4.3): (1) reinforced con-
crete, (2) pre-formed concrete, and (3) cinder block with brick veneer
facing.

The high-altitude EMP threat presents a peak electromagnetic field
of about 50 kV/m. Given this external field, Exhibit 6-1 presents the
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field environment inside zone 1 as a result of shielding provided by

“the three types of construction. For example, a reinforced concrete

building could reduce the fields in zone 1 to about 150 V/m.

| ZONE.0 — BOUNDARY | |

INTEANAL FELDS

10
80

150 vim
80 == ALINFORCED CONCRE TE= =

V
a 7Y '
LY TRl XY PSRy :-—-- -
20 = CNOER BLOCK = = = = = = (N .
]
10 e : \
1 {1 11 |
1 vm 10 vm 100 vwm 1 kvim 10 kvim
NOMOGRAM FOR INTERNAL ELECTRIC
FIELD ENVIRONMENTS
(ZONE 1)
Eext
£ = 20 —_
St = uﬂ(Emt)

ASSUMED 50 kvim EMP ENVIRONMENT

EXHIBIT 6-1. Building Shielding Effectiveness.

At some central offices, additional shielding is required because
of EMI considerations. This added shielding may be provided by inter-
nal shields in the form of conductive screens inside the plant walls,
screen rooms for equipment, or shielded cabinets for sensitive elec-
tronics. These shielding practices are not a standard procedure, but
are usually incorporated into building design and modification as op-
tions, depending on site location and circumstances. For example, if a
switching system is to be located near an afrport with radar and air
traffic control equipment that radiates high electric fields, equipment
may be placed inside a screen room to protact it from this interfer-
ence.

Internal shielding can be very effective in reducing diffused field
EMP. Some estimates of the shielding effectiveness of internal shield-
ing are (Ref, 14):



Screen room (60 dB&
. Wire screens (20 dB)
Inadvertant shielding (possibly 6 to 10 dB).

Inadvertant shieldin? arises from the standard practice of placing
switches near the building center where other metallic equipment such
as cable trays, water pipes, and heat ducts may shield the switch,
Another form of {nadvertant sh1o1d1ng is due to the frames, cabinets,
and equipment racks of the switch, Testing of a 1ESS at the Apache
Junction Autovon Station (Ref. 26) with a parallel plate 11luminator
showed that 6 ns rise time fields of 35 kV/m were attenuated 15 to

20 dB with rise times slowed to greater than 80 ns. The resultant
effect is similar to that of a lossy low-pass filter. Various ?o1ar1za-
tions were also injected into the switch area and indicated negligible
variation in the responses. In addition, fields shielded by building
construction are randomly polarized.

Tests at Apache Junction and Fargo microwave stations measured the
building transfer functions (shielding effectivenaess), where Apache
Junction had a 2 psi overpressure construction and Fargo had a 0.5 psi
overpressure construction isae Section 4.4,3)., Since shielding effec-
tiveness is a function of frequency, the measurements were made over a
wide range of frequencies (100 kHz to 70 MHz). The minimum shielding
observed at each site was 25 dB and 10 dB respectively for electric
fields, and 15 dB and 0 dB for magnetic fields. These observations
support the correlation of bu11d1ng construction and shielding effec-
tiveness (Section 4,4.3) in the EMP frequency range.

The net shielding of the facility is also influenced by apertures,
which include windows, doors, wall seams and joints, air conditioning
ducts, and other openings in walls, floors, and ceilings. Apertures
allow additional penetration of electromagnetic fields (see Section
4.4.3)., The size of apertures and their ?rox1m1ty to critical elec-
tronics are usually reduced to minimize electromagnetic interferences.
Apertures do not significantly affect the shielding of switching facili-
ties. Measurements of shielding effectiveness of typical building con-
structions include the effects of apertures (Ref. 1), hence the influ-
ence of apertures is already incorporated in the present analysis.

6.1.2 Power Line Transients (Zone 1)

The previous sections of this report (Chapter 4) have presented the
typical stress values expected on external penetrations and the stress
levels brought into the central office from transmission facilities
(cables, waveguides). The power 11inas enter1n? the control office are
also significant penetrators. In fact, unshielded aerial power lines
may result in 4 kA transients at the power entry to the building (see
Section 4.2.1).
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Power 1ines are unique since they are often routed through the
building in conduit and are-not exposed inside a building, Outside the
building, power 1ines are terminated in a transformer, reducing the vol-
tage to that required by the site. Exhibit 6-2 shows a typical power
Tine termination at a building. Another typical configuration is place-

goq: of the 1ine going to the weatherhead pole in an underground con-
uit.

CURRENT.
vy
BY (YPHASEWIAES) T wiamkenneao
PRIMARY |
OSTRIBUTION : ~oNIUTRAL WIRE 10 LOCAL
LINgS “= « TRANSPORMER | OENERATOR
SECONDARY = av
-<-GROUND wing ARRESTERS OOUNE “<ACTIFIERS
: DISTAIUTION
1 r-n- AND mg' PANEL
] *= TRANSEEA SWITCH
rrlary 2 "= USSENTIAL SERVICES BUS
Y1 v L Conout
* * SURQE PAOTECTOR AND MAIN BREAKER
2088 0

TYPICAL COMMERCIAL POWER FEED AND DISTRIBUTION
BOUNDARY ONEB AT THE MAIN BREAKER BOX

EXHIBIT 6-2. Typical Power Line Tarmination,

Inside the building, the power first passes through the main
circuit breaker and then branches to essential and nonessential (i.e.,
1ighting) service buses. From the essential service bus, the power
goas to a transfer switch (actuated when power fails), then to a fuse
panel and power distribution board éthe rectifiars powering the facil-
1ty are fed directly from this board). These circuits are almost al-
ways proiected from lightning by the power company serving the physical

lant, The pcwer company places 1ightning arrestors (usually carbon
Tock or gas tube) at the transformer on the load side of the power
1ines. Also, in virtually all physical plants, the telephone company
glaces its own (secondary& 1ightning arrestors in the form of cerbon

lock or gas discharge tubes at the weatherhead or at the main breaker
when no weatherhead is used.

The coupling through the transformer does not take place by normal
transformar action. Comr~n mode currents couple through the
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capacitance between the transformer windings and through the inductance
of the bushings and the leads SRof. 29), Since this coupling effect is
not well understood, no reduction in current on the power line is as-
sumed when passing through the transformer.

Lightning arrestors ma{ also affect the incoming surge, though
insufficient data are available about their effectivaness in Timiting
the fast-rising EMP transients. This is especially true for carbon
blocks where the response time for "clamgin " may be too slow to be
effective. Tests by Bell Labs and the Stanford Research Institute
(Refs. 50, 61) on secondary arrestors show reductions in currants of 6
to 15 dB. In view of the uncertainties and 1imited data, a 6§ dB re-
duction in current 1s assumed when arrestors are present.

The coug11ng of the 4 kA signals to equipment at and beyond the
rectifiers has been determined through several tests (Refs. 27, 32, and
33). Current injection tests were used to measure the coupling-loss
factor to transform exterior currents to interior load currents. (The
coupling-loss factor is the ratio of measured peak equipment lead cur-
rent to peak injected current.) The results of the tests conclude that
at the rectifiers, a 4 kA 31?na1 {s reduced by 40 dB (or 40 A). For
nonrectifier leads, the coupling-loss factor is 70 dB8 (or 1.8 A?.
Thus, power 1ines genarally contribute 11ttle to total induced lead cur-
rents (with the exception of rectifier leads) in the buildings tested.

6.1.3  Ground Svstem Transients

The central office ground is a common point to which all ground
connections are made to avoid potential differences. The central of-
fice ground is typically obtained by connection to the metallic water
system, Oriven ground rods may be used in addition to, or in 1ieu of,
the water pipe. Inside the central office, 1ow resistance connections
to the central office ?round are provided throughout the building. The
Tow resistance connections are attained through the use of large diam-
etar cablas, co??or or aluminum bars, structural steel, etc., All
groundable metallic penetrators entering the central office are re-
quired to be well bonded to the central office ground. A1l equipment
racks and other metallic surfaces are bonded to the central office
ground. Emphasis is placed on ma1nta1n1n? potential equalization be-
tween equipment ground, power ground, cable shields, protection ground,
and the central office ground.

A1l ESS equipment is to be bonded to the central office ground
using a single point ground; all equipment grounds for the switch are
electrically isolated from all other grounds excapt through a single
Eu1ﬂt. Because EMP transients will cause large potential differences

etween points in the grounding system due to its self-inductance,
large potentials may exist between pieces of squipment that are ground-
ed to different points in tha grounding system. Single-point grounding
ensuras that all of the equipment in the switch is referenc1n? the same
ground potential, regardless of the potential between that point and
remote earth.
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The amplitude of current transients in the ground system are
difficult to predict. The currents on 411 well-bonded penetrators
(0.8 quoguidos;~wu11-boud|d cable sheaths, water pipes, etc.) are
all injected into the ground system. Portions of tha currents on
singly-bonded penetrations also contribute to ground system transients.
The transients on power 1ines and all of the currents diverted through
surge protection devices are placed on the ground system. The combina-
tion of all of these currents (possibly 100 kA or greater) may cause
largo potential differances to exist between subsystems unless good
- -bonding and grounding practices are used,

€.1.4  Eouipment Lead Transients

EMP-induced transients on the signal leads to switching system
equipment include components arising from two sources: conducted tran-
sients on conductors external to the central office (zone 0); and cou-
pling to long conductors inside the central office (Zone 1). This sec-
tion summarizes the procedurs for estimating the transients on switch-
ing system leads based on these two affects.

External conductors (both sign|1 1ines and power 1ines) are
attached to various pieces of interface equipment bafore entering the
switching squipment. The interface equipment includes modulators/-
demodulators, multiplexers/demultiplexers, equalizers, office re-
peaters, lightning protection devices, and other terminations. The
interface squipment attenuates the transient on the line, providin
some amount of protection for the sw1tch1n? equipment. However, the
attenuation is extremely difficult to predict without detailed know-
ledge of the circuit design of the interface equipment, and few tast
data exist, A worst case attenuation of O dB (no attenuation) is as-
sumed unless measured attenuation data exist for a particular piece of
oqu1gmcnt. The transient levels on transmission facilities are de-
scribed in detail in Chapter 8 and are summarized in Exhibit §-3.
These levels are assumed to also exist at switching system input leads
that connect to these transmission facilities.

Transmission Peak
Facility Current
(App)
T1 18
TD-2 1

EXHIBIT 6-3. Central Office Stress Levels On Transmission
Facilities.

As seen in previous sections, coupling to conductors within the cen
tral office has two sources: the EMP fields within the building (di-
rect 11lumination); and coup11n? due to the currents irduced on exter-
nal conductors tht are brought into the building (penetrations). Dif-
fused EMP field coupling to wires within the central office is covered

in detail in Section 4.3 A summary of the results is presented in
Exhibit 6-4.
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Peak-to-Peak Current (A)
£, (MHz) /el ) Rkt i Pace
Average 7.2 3.6 10.0 0.3
Median 6.3 4.3 6.0 0.3
Range 1.16 1-8 3-20 0.2-5.0

EXHIBIT 6-4. Induced Current Waveforms From Direct I1lumination

COup11ng from penetrations depends on ?onotrator transients,
routing of the gcnntrltions within the building, routing of the equip-
ment 1ead of interest, and bonding of conductors. Howaver, the cur-
rents induced on the equipment leads as a rasult of the penetrators may
?: 0:§1mat:dlg;aod on existing data bases of EMP test results (Refs.

y 12, an '

The estimation of currents on equipment 1eads is a two-step
process. The first step is the astimation of the current induced on
the penetratér. Induced currents on typical penetrators for a central
office are described in detail in Chapter 4. Measured coupling-loss
factors from EMP testing are used to calculate the induced current on
equipment lead as a result of the current on the penetrators. The
coupling-loss factor 1s defined by a = 20 log (Ip/le), where « is the
coupling-loss factor, Ig 13 the peak-to-peak amplitude of the current
on the penetrator, and le is the peak-to-peak amplitude of the current
on the equipment lead.

Measured coupling-loss factors are greatly affected by bonding to
the central office ground system and proximity of equipment leads to
the penetrators., Penetrators that are well bonded to the building
ground, including waveguides, coaxial cable sheaths, some aerial cable
sheaths, water pipes, and sewer pipes, exhibit relatively large
coupling-loss factors; unbonded or singly-bonded penetrators exhibit
relatively small coug11ng-1oss factors. An example of a singly-bonded
?onotrltor is an unshielded telephone 1ine with a surge arrestor for

1 htnin? protection. Unbonded penetrators include unbonded twisted
pair cables and commercial radio antennas.

For simplification of the estimation procedure, the proximity of
equipment leads and penetrators is separated into two cases: near zone
and far zone. The equipment leads are considered to be in the near
zone 1f the switching equipment 1s within 3 m of the penetrator. If
}here are more than 3 m of separation, it 1s considered to be in the

ar zone.

The peak-to-peak amplitudes of penetrator currents and the measured
coupling-loss factors for equipment leads are summarized in Exhibit
6-5. The coupling-loss factor for powar linas to all equipment other
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than switching system equipment leads is 70 dB. The coupling-loss fac- g
L tor betwaen equipment leads for all well-bonded penetrators is 45 dB ¥
S for the near zone, and 68 dB for the far 26ne. The coupling-loss fac-
B tor batween equipment leads and singly bonded penetrators is 36 d8 for l i
the near zone and &5 dB for the far 2one. The coupling-loss factor be- :
tween ¢ uigmcnt leads and unbonded penetrators is 30 dB in the near :
zons and 65 dB in the far zone. I
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EXHIBIT 6-5. Summary of Penetrator Currents and
Coupling-Loss Factors.

The estimated peak-to-peak amplitude of the transient current on
the switch1ng system equipment leads {s the sum of all of the contribut-
ing effects described above. For example, consider a switching system
located in a concrete block central office. If the lead of interest is
connectaed to Tl carrier, the direct contribution from the external
cable 1s 15 A (from Exhibit 6-3). The current from direct 11lumination
1s 20 A éfrom Exhibit 6-4&. If the system is in the near zone of the
well bonded T1 carrier, the current contribution from the sheath
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current of the Tl is 22 A (from Exhibit 6-5, 4 kA decreased by 45 dB).
The contribution frori a waveguide (far zore) is 3 A (from Exhibit 6-5),
€. kA Jecreased b{ (1] dE&. The current f.om the power 1ines is 1 A
from Exhibit 6-3), 4 kA decreased by 70 dB). Finally, the current
nduced by the water 1ine that enters the building (far zone) is 0.6 A
(from Exhibit 6-5), 1 KA decreased by 65 dB). The estimated total
transient on the signal leads is the sum of each of these components,
or 62 A, peak-to-peak.

6.2 AESS SWITCHING SYSTEM"

The BESS switch 1s a time-division, d181t|1 switching system,
consisting of a complex combination of hardwara and software. There
are three muior hardware components of a BESS switch: the Administra-
tive Module (AM), the Communications Module (CMz. and the Switching
Module (SM). A block diagram of a B8ESS switch is shown in Exhibit 6-8;

- the exact configuration 1s customized to meet the requirements of each

particular office.

AM

entral
! Processor |

Link
clm

Message
Switeh

|
Link

|
TIme Mux
Switeh

SM SM
_Processor Link Lk | LErocesser

T8IV __T8IU__|

e SHR B

EXHIBIT 6-8. Functional Diagram Of The S5ESS Switching System,

* Significant portions of this section are drawn from NCS TIB 86-3
entitled "Nuclear Weapons Effects Studies for the SESSTMSwitch," which

summarizes work performed by ATAT for the NCS under Contract Numbe
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At tii> heart of the AM is the central processor, an AT&T 3B20D
fully-duplexad computer. It handles allocation of resources, overall
maintenance, and interface with operation support systems. The two
major components in the CM are the Message Switch (MSG) and the Time
Multiplexed Switch (i1S). The MSG directs the routing of control, main-
tenance, and administrative messages between the AM and the SMs. The
TMS performs time-multiplexed, space-division switching of digitized
voice signals, internal system messages, and synchronization pulses.

The SMs are microprocessor-based units that provide the majority of
normal call-processing functions. They sarve as the termincztions of
all transmission facilities entering the swiich, including both lines
and trunks. Such terminations include all required equalization, ampli-
fication, and digital-to-analog and analog-to-digiic? conversions.
Each SM also contains its own time slot interchange un:t (TSIU) that
performs time division switching for all connections requir2d between
two channels within the module. Connections involving two SMs uses the
TSIUs of both of the SMs and the TMS to form a time-space-time network.

The 5ESS system supports the use of remote switching modules (RSMs)
similar in design to 5ESS interface modules. The main difference is
that RSMs may be located up to 100 miles from the main (host) 5ESS sys-
tem, usually connected by Tl lines. The RSM terminates up to 4,000
customer lines and performs all switching functioi.c between lines that
are terminated by the same module. A1l other connecticns are passed
through the TMS of the host system.

Stored programs run by the distributed microprocessors in the AM,
CM, an SMs control the 5ESS switch. The distributed memories in a
switch store both office-specific data and program software
("generics") which is common to a whole class of switch. 5ESS switch
software controls the operating system, call processing, and system
administration and maintenance.

Fiber optic cables are used for all communication between the con-
trol processor, the MSG, the TMS, and all of the SMs within the central
processor. The format of the lines is a serial PCM digital signal
transmitted at 32.768 Mbits/s. This format contains 256 time slots per
optical fiber. Because fiber optic cables do not directly couple to
electric fields, the signals internal to the switch itself are relative-
ly isolated from EMP interference.

6.2.1 System Response to Direct Il1lumination

The 5ESS switch does not require any special electromagnetic shield-
ing techniques in the central office; therefore, the incident electric
field is as described in Section 6.1.1. The EMP field tests of the
5ESS switch were conducted at the Air Force Weapons Lab (AFWL) test
facility in Albuquerque, New Mexico. The model office was tested under
two EMP simulators. At the first facility, known as the ALECS facil-
ity, the equipment was exposed to planar, vertically-polarized fields
of between 5 kV/m and 80 kV/m. At the second facility, known as the
Horizontally Polarized Dipole (HPD), the switch was exposed to spher-
ical, horizontally-polarized fields of 35 kV/m. The fields produced by
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ALECS exceeded the 15 kV/m vertically-polarized component of the threat
specified for this assessment. The fields produced at the HPD did not
‘meet the B0 kV/m horizontally-polarized component of the threat wave-
form, although the 38 kV/m field exceeded the field expected inside

many buildings. A BO kV/m pulse incident on a bu11d1n§ offor1n? only
3 dB of shielding would result in a 38 kV/m pulse inside the building
itself. The results of the HPD tests ware consistent with the results
of the ALECS tests, verif 1n$ that the resulis for the vertically-
polarized ALECS fields held for horizontal polarizations as well.

At 211 levels of testing, some form of system upset occurred. The
faults and upsets that occurred are separated into three categories:
"hardware failures," which resulted in physical damage requiring re-
placement of hardware; "manually recoverable hardware u?sots." which
required human intervention to restore switch functiona 1tK; and "re-
coverable logic upsets," which resulted in temporary switch disruption,
with the switch returning 1tself to full operation without human inter-
vention, The main focus of this test was to determine whether exposure
to simulated EMP would result in a loss of service; temporary, auto-
matically recoverable upsets (requiring no human intervention) were of
Tesser concern,

§.2.1.1 Hardwars Failures

The 48 V power system for the BESS system (shown in Exhibit 6-7% is
congistent with the discussion of power systcms 1in Section 6.1.3. The
commercial AC power is rectified by three 200 A Lincagn 2000 rectifiers
(model J87439A§ arranged in parallel with the 48 V battery set and a
battery plant controller. Whenaver a loss of AC power occurs, the con-
troller transfers the electrical load from the rectifiers to the bat-
tery set, Each rectifier alone was capable of fully powering the
switch, although the three rectifiers were gcnoralIy placed on-line to-
gether to share the load, providing the system with a redundant power-
supply capability.
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Several pulses above 50 kV/m caused the failure of seversal powar
diodes in the ractifiers, leaving the affecteu roctifier(s% inopera-
tive. One test pulse caused the AC circuit-breakers of all three recti-
fiers to trip, rlsulting in a switch to battery power. Evorg DC-to-DC
power converter in the BESS switch also shut down, causing the apera-
tion of the entire switch to stoﬁ. The diode failure was probably in
response to vo1ta?o transiants which eceeded the 200 V peak reverse
voltage (PRV) rat ng of the diodes. Diodes rated at 800 V PRV were in-
stalled, and the modified rectifiers were exposed to pulses at ALECS up
to 80 kV/m vertical without a sing1c diode failure or powar shutdown,
although they were never exposed to the horizontally-polarized fields
of the HPD. The massive power-down shows that the unmodified rectifi-
ers can not be considered survivable to the effects of EMP, Even a
switch to battery power 1s unacceptable, because the batteries will
only provide power for a 1imited amount of time. If the failed recti-
fiers are not repaired before battery powar {s lost, operation of the
entire 5ESS switch will cease.
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ATAT plans to use the 800 V PRV diodes in all Lineage 2000 recti-
fiars produced as of Sapiember, 1986; The modified model J87439A
6-11
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EXHIBIT 6-7. Power System Of The 5ESS Switching System.

rectifiers survived the effects of the vertically-polarized fields of
ALECS, but because they were never subjected to the horizontally-
polarized fields of the HPD, their survivability to EMP is undeter-
mined. Model J87439A rectifiers are currently being replaced with a
new model. Other models rated at 100 A and 400 A will soon be intro-
duced, as will a line of lower-capacity rectifiers. Because these new
rectifiers vary considerably in design from the model used in this
test, further testing is needed to assess their vulnerability to EMP.

Induced transients also caused damage to battery plant controller
(Microprocessor and Conventional Controller Systems) components and
shutdown of a single rectifier. The occurrence of the particular prob-
lems were highly variable, although it was suspected that the shutdowns
were caused by a rectifier problem. No solution was suggested for
these problems, so it is 1likely that they will occur again during expo-
sure to actual EMP. While these problems did not cause the switch to
stop operating or to Tose its call processing capability, further test-
ing is needed to determine their cause and to verify that the battery
plant controller is survivable to EMP.

The Master Control Center (MCC) terminal or printer communicates
with the 5ESS switch AM through an RS-232C copper-braid shielded
cable. Current injection testing of the TTY interface showed that tran-
sients as small as 175 V and 4 A were sufficient to damage the RS-232C
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receive circuit. Therefore during testing, the cables were replaced
with RS-232C optical fiber 1inks, which do not conduct large tran-
sients., On the final day of tcsting, the optical fiber 1inks wera re-
placed with the shielded cables, and permanent hardware failure oc-
curred after just three pulses, verif 1n? the predicted vulnerability,
The susceptibility of the MCC and MTTYC interface to EMP-induced damage
when using hard-wire cable connactions makes it essential to provide
protaction {f equipment {is to survive. While optical 1inks and modems
are available as a well-tested option, thay are not normally used in
most SESS switches because they are more expansive than conventional
copper-braid shielded cable.

6.2,1.2 Manually Recovarable Hardwars Upsets

Unless an EMP-hardened 1ink connects the switch to a central
office, certain types of faults will require manual intervention to ra-
store full service. This 1s a very serious problem, because switchas
in remote or 1solated locations may not manually be returned to service
for many days .

Pulses as low as 5 kV/m vertical caused several units within the AM
to hang-up dus to logic upsets within the Power Control and Display Cir-
cuits. The erob1om was solved b{ reducing the value of u« pullup rasis-
tor. Slightly higher field levels caused power converter and interface
circuits in the switching module to deactivate. The power converter
?rob10m was solved by replacing ﬁowor control circuitry with a newer,

033 noise-sensitive varsion. The interface circuit problem was solved
by placing a single filter capacitor across a latch input. A similar
correction prevented shutdown of the power su?pl1|s to the AM moving
head disks éMHDs). Additional testing at fields as high as 80 kV/m ver-
tical and 35 kV/m horizontal verified that all the modifications suc-
cessfully eliminated the faults $0n1 one upset was observed during the
2850 tests of the modifiad circuitry). ATAT has adopted these circuit
modifications for use in production models of the SESS switch; the modi-
fications appear to solva the sensitivity problems, but assuring surviv-
ability of a particular system requires ensuring that these circuit mod-
ifications are used in that system.

6.2.1.3 Racoverabls Logic Upsets

The operation of many different electronic circuits in the AM, CM,
and SM was disrupted by axposura to fields of all levels, causing
stable calls to be dropped and the call processing capabiliiy of the
switch to be reduced temporarily. The mean fraction of stable calls
dropped after a single ox?osuro (as shown in Exhibit 6-8) is between
16% and 46%. The vertical bars represent a one-standard deviation
variation in the fraction of stable calls dropped. Following several
repeated exposures, a mean fraction of 93% + 8% of the stable calls
were droppad, while at field levels over 45 kV/m, virtually no calls
could be completed for several minutes.

Immediately following exposure to simulated EMP fields, the switch
ba?an automatic fault recovery to isolate the fault and to restore the
call processing ability of the switch, As shown in Exhibit 6-8, the
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efficiency o the switch in completing calls gradually increased as the ai
time from exposure incressed, but the switch naver achieved full recov- :
ery, with the efficiency lowest following repeated exposures. With the .
afficiency less than 100%, service was not raestored to some loops or il
trunks, and the 1ikelihood of ¢all blocking occurring increased. *

With assistance from an operator at the MCC, the call completion
efficiency reached greatar than 99% after about 30 minuves, provided an
optical 1ink connected the MCC and BESS switch. It must be stressed

~ that because many central-offices with BESS switches ars not staffed,
prompt restoration of service could not be guaranteed unless remote
switching control centers (SCCs), with survivable links to the CO,

exist, |
6.3  4£SS SHITCHING SYSTEM

The 4ESS 1s a time-division, digital switching system designed for o
use in toll applications. Similar to the BESS, the switch1nY network
of the 4ESS switch 1s comprised of Time Slot Interchange (TSI) and Time

Multiplexed Switch_STMS) framus intarconnected to form a time-space-
time network, The 4ESS s of fundamental importance in the PSN because

of its prevalence and 1ts significance in the hiararchical switching
structure,

The 4ESS switch (see Exhibit 6-9) contains saveral frames that ii
terminate trunks and convert signals to suitable format for innut to
the TSI. 'The Digital Interface Frame (DIF% terminates up to 160 0S-1 _
format signals and multiplexes them onto 32 1ines. D0S-1 format signals Ea
include T1 carriar and the output of other frames used for trunk termi-
nations. In contrast to the electromechanical switches, the 4ESS sys-
tem is dos1gned to use the digital carrier signals directly, without ﬁ!
conversion to analog signals.

The LT-] connactor terminates two 12-channel analog ?rou$ signals o
and transmultiplexes them onto one 24-channel DS-1 signal. This connac- EE

tor is used to terminate analog carrier systems in the 60 to 108 kHz

frequency band. The output of the LT-1 connector is suitable for con- VR
nection to the DIF. e

Metallic trunks, international format analog carrier trunks, and w;
other miscellaneous voice frequency circuits are terminated in a 04 E! »
channel bank. A D4 channel bank terminates the 1ines, pertorms analog '
to digital conversion, and multiplexes the digital signals onto & DS-1 ,
format 1ine, which is connected directly to the DIF. §§ \

The antire 4ESS system is controlled by the 1A qrocessor. The
processor monitors and controls the operation of all of the other sub- ‘N
systems, ostablishes and maintains trunk interconnections, and performs ;
self-checking to locate faulty circuits. As a stored program control
system, the 4ESS system maintains all of the instruction for the pro- oy
cessor in semipermanent memory to maximize flexibility and to facili- LA
tate rapid implementation of new instruction sets. - N
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EXHIBIT 6-9. Functional Diagram Of The 4ESS
Switching System.

A1l of the frames communicate with the processor via the peripheral
unit bus (PUB). The processor uses the PUB to send commands to the
other subsystems, to receive responses from them, and to collect main-
tenance information. The DIF and D4 channel bank buth use the PUB to
transmit signaling information that is extracted from the trunk lines.

6.3.1  System Response To Direct I1lumination

The 4ESS system does not require any special electromagnetic
shielding techniques in the central office; therefore, the incident
electric field is as described in Section 6.1.1. The 4ESS switch is
designed to the requirements of the Local Switching System General Re-
quirements (LSSGR) (Ref. 61) to operate without degradation while sub-
Jected to an electric field with a ﬂeak amplitude of 10 V/m for any fre-
quency between 10 kHz and 1 GHz. This electric field specification is
consistent with the Bell System Practice (BSP) dealing with the radio
frequency interference of switching systems (Ref. 14). This electric
field specification is the guaranteed minimum operational upset thres-
hold; for this assessment, the damage threshold is of interest. As
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stated previnusly in this report, a margin of 30 dB to 40 dB can be ex- :
nccted betwean the upset thireshold specification and the damage thres- e ]
hold. Therefore, the damage threshold of the 4ESS can be estimated to M
be at least 300 V/m. - K
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The 4ESS system has not been subjected to EMP testing to determine
actual susceptibility to electric fields. The equipment is contained
in open equipment racks, which offer minimal electromagnetic shielding
for the equipment. Several internal conductors may be long enough to
couple sufficient energy to cause equipment damage. The signal lines
between the DIF and the TSI, and those between the TSI and the TMS are
coaxial cables; the shielding of these lines should prevent appreciable
transiemts from being induced on the center conductor and causing
damage. The PUB consists of unshielded twisted pair cables that must
connect to each frame within the switch, possibly reaching a length in
excass of 100 m, The PUB 1s never in the near field of any of the
penstrators described in Section 6.1.4; however, the current due to the
diffused electric fiald may be as high as 20 A, peak-to-peak. The PUB
is connected to line driver/receiver circuit pacs, which are designed
to withstand transient overvoltages associated with transmission lines.
However, detailed analysis and/or testing is required to accurately
assess the survivability of a 4ESS system subjected to EMP fields.

6.3.2  Jystem Response To Powar Lead Transients

Power for the 4ESS subsystems is passed through the AC distribution
equipment, transfer switch, and rectifier described in Section 6.1.2;
the output of the rectifier charges a 140-V battery plant that supplies
powar to the 4ESS system. The output of the battery plant is connected
to bulk dc-to-dc converters in the switch. The 24- or 48-V output of
these converters 1s distributed to in-frame dc-to-dc converters located
in each rack of 4ESS equipment. The output voltage of the in-frame con-
verters ranges from -28 to +28 V, depending on the requirements of the
equipment in the racks.

As described in 6.1.2, 1ittle of the 1 kA transient on commercial
power 1ines 1s expectad to pass through the rectifier to the battery
plant. Any transient passing through the battery plant is then atten-
uated by the large capacitances of the two dc-to-dc converters before
entering any circuit pacs in the equipment. For these reasons, tran-
sients on the power leads of the 4ESS system are not likely to be large
enough to cause permanent damage; however, EMP testing of the power sys-

TSy TR AT N

tem is required to verify this conclusion. EE
6.3.3  System Response To Signal Lead Transients -

N

Estimation of the signal lead transients for switching systems is R

discussed in Section 6.1.4. The 4ESS system 1s typically placed in the B

center of the central office; as far away from any penetrators as prac- N

tical. Therefore, the equipment attached to signal leads is assumed to ;&

be in the far 2one from all penetrators. Although the actual estima- o

tion depends on which penstrators are present in the central office, .

reasonable estimates of the ‘ransients on signal 1ines are 40 A for con- Ky

crete block construction and 25 A for reinforced concrete construction. ::

The vulnerability of the D4 channel bank i1¢ addressed in Section !z

5.1.4, Based on field testing, both the digital inputs (receive units) -

and the voice frequency inputs were found to be vulnerable to damage as -

a result of EMP transients. The DIF is similar in technology, 2
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function, and application to the D4, and may be presumed similar in
survivability. The LT-1 connector inputs are sufficiently different
from any D4 inputs that no conclusions can be drawn about their surviva-
bility. Detafled analysis and EMP testing are required to conclusively
assess the survivability of these interfaces for the 4ESS switch,

6.3.4  Svstem Response To Ground System Transients

Transients in the central office ground system are described in
Section 6.1.3, As with the BESS system, the 4ESS switch utilizes a
single point ground, which provides isolation from transients in the
ground system. Large current transients in the ground system may cause
differences in potential between the ground connection of the switch
and that of the peripharal equipment. Such potentials may cause large
potential differences between the 1eads on the peripheral equipment and
those on the switch; the resultant current may damage the equipment at-
tached to the leads. Much of the equipment required to convert signals
to the internal format of the 4ESS switch is included in the switching
system itself; this equipment shares the single point ground with the g
rest of the systum. As more peripheral eguipment is included within -
the switch 1tself, the single point ground system is increasingly effec- :
tive at mitigating the effects of transients in the ground system.

6.4 SUMMARY

With the hardware modifications discussed in Section 6.2 in place,
the 5ESS switch and associated power system suffered no permanent hard-
ware damage. The switch remained operational folIowin? exposure to
threat-lavel fields, but a significant fraction of calls were dro?ped
and call processing capability was reduced. Automatic recovery slowly
restored call processing efficiency but never to 100%.
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S5ESS power systems produced before September, 1986, were shown to
be susceptible to induced transients. Modified ?ower system rectifiers
were shown able to survive threat-level vertically-polarized fields,
but because they were never subjected to threat-level horizontally-
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polarized fields, their survivability remains undetermined. Power is X 4
supplied by batteries as a result of a complete shutdown of the recti- CS "X
fiers, but this is only a temporary solution to the qrob]em; once Y
battery powar is lost, the 5ESS is rendered completely inoperative. - '

v X3
For upsets not caused by hardware failures, the switch can be re- R .ﬁ

stored to full oparation bg an operator at the MCC, provided the switch- "
ing office is staffed, or by an operator at the SCC, provided the SCC

and its 1ink to the CO are survivable. It must be emphasized, though,
that many COs are not staffed, and projections call for even less staff- ’
ing in the future. The links between remote SCCs and COs have not been )
shown to be generally survivable, and thera are no ?1ans to either ret-

rofit existing 1inks with survivable ones or install survivable 1inks
in new systems. Because i1t is quite 1ikely that the CO is not staffed R
and the remote SCC links are not survivable, realistic expectations dic-
tate that the 5ESS switch 1s not survivable to EMP exposure.
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Available data are insufficient to determine the efects of EMP on
the 4ESS switching system. Conclusions about the survivability of the
SESS switching system cannot be directly agp11ed to the 4ESS system,
because their technologies are fundamentally different. Because no EMP
test data exist for the 4ESS system, conclusions about the survivabil-
ity of 4ESS switching system must be based on implications of related
EM test data and the use of e1ocromagnct1c protection practices. How-
ever, available data are sufficient to make observations concerning po-
tential strengths and weaknesses of the systems.

The survivabi\itg of the -x$ switching system against EMP fields
is greatly affected by the use of open equipment racks and the use of
long, unshielded wires for the PUB. The use of extensive filtering in
the power distribution system and the use of a single point ground ’ﬁ .
tem should provide 31?n1f1cant protection for the 4ESS equipment. The
D4 was shown to be vulnerable to typical EMP conducted transients; in
the absence of test data the DIF must be presumed similar in vulnera-
bility to the D4.

The observations presented here are only indications of potential
strengths and weaknesses of the 4ESS system in a EMP environment. Con-
clusions about its response to EMP raquire more detailed analysis and

thotresu1ts of EMP simulation testing of typical configurations of this
system,
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7.0  CONCLUSIONS AND RECOMMENDATIONS
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7.0 CONCLUSTONS AND RECOMMENDATIONS

Section 7.1 summarizes conclusions drawn in other chapters about
the performance of the assessed systems after exposure to HEMP fields;
Section 7.2 makes recommendations concerning future activitias for the
NCS EMP Mitigation Program.

7.1 CONCLUSIONS

Conclusions concerning the effects of EMP on selected network
elements are as follows:

Tl system elements have been exposed to simulated HE

fields; the results were then analytically extrapolated to
full threat values. L1ghtn1ng protected repeaters were not
damaged; however, D4 channel banks suffered service-affecting
damage during both direct {1lumination and current-injection
I testing that simulated the expected central office

i environment.

' elds and inJected currents did not

produce any signal disruptions or service-affecting hardware
damage during testing of the optical cable and splice case;

I both elements appear to be survivable to the effects of

4 HEMP. Available test data on the survivability of CO and LRS
equipment are inconclusive, since threat-level currents were
not injected into all subsystems. Unmodified power

1oy converters were shown to be vulnerable to threat-level

transients. Power converters incorporating several hardware

modifications proved robust, although the test

' configurations using modified power converters were not
X tgpica1 of most LRSs and COs. The modified power convarters, 0
therefore, can not be considered survivable to EMP based on T
™ available test data. Bacause both line re?oater station g
" ' (LRS) and central office (CO) equipment re

y upon the Bower
converters to power them, the entire FT3C system must be
considered vulnerable.

Ihe L4 and |a systems ara robust to HEMP effacts. These
systems are designed for survival in a nuclear environment;

L all cable 1s buried and repeaters are well bonded and wel)
R grounded. Detailed computer analyses and HEMP simulation
tests indicate that some temporary system outages will occur,

) but that no equipment will be damaged as a result of HEMP.
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- . reat level, eld HEMP simulation testing
as produced upsets such as the activation of protection
switching and frequency shifting, but has produced no fail-
ures. Low-level current-injection tests caused no failures.
High-Tavel testing has not beer done but comparison of pre-
dicted HEMP-induced currents to expected 1ightning-induced
transients on microwave towers indicates that TD-2 systems
are also survivable against conducted transients.

W‘DL
. Several sarvice-affecting hardware failures occure
under exposure to threat-level fields. With several hardware

modificationc in place, the hardened BESS switch suffered no
permanent hardware damage, although a significant number of
calls were dropped and cal proccssing capability was re-
duced. Manual recovery was required to restore call process-
1n3 efficiuncy to groatcr than $9%; however, most central
offices housing BESS switches are not staffed and the surviva-
bility of remote 1inks has not been demonstrated. To ensure
the survivability of a particular BESS system requires verifi.
cation that the identified hardware modifications have been
installed and verification that either the site will be

?f';f:d or that a survivable remote 1ink has been estab-
shed.

or theoretical analysis of the response of the 4ESS sys-

tem exist; the results of the BESS system assessmont cannot
be applied to the 4ESS system. In the absence of test data,
no definite conclusions can be drawn.

RECOMMENDATIONS

Recommendations concerning future efforts in this program are as

. The configuration
assessed should include typica ne termination equipment,
including Digital Interface Frames (DIFs), LT-1 connectors,
and D4 channel banks. Typlical lengths of the Peripheral Unit
Bus (PUB) should also be included. The configuration should

a}so 1nc{ude appropriately placed 1ightning protection de-
vices.

' . \
The NCS has developed a model to predict the effects of HEMP-

induced eguipment failures on telecommunications natworks.
Current efforts include a study to determine the sensitivity

of predicted network performance to input data. The




telecommunications equigment critical to the NSEP capabili-
ties of the NCS should be identified and prioritized based on

the results of the sensitivity study. This prioritization
should be used as a basis for allocating resources for future
tests and analysis of telecommunications equipment in support
of this program,

. The survivability of re-
35S sites should be determined. Further test-
BESS power system rectifiers is needed to ver-
ability. Several new models of rectifiers

@ |inks to B
ing of uxistin?
{fy their surviv

are planned for use in future BESS power systems; these recti-
fiers must be thoroughly tested bafore ag{ s{:tzapin which
e to .

these are used can be considered surviva

currents

; reat-
CO and LRS equipment subsystems,

e

¢ in

so that their survivability can be determined. Further
testing of EMP-hardened power converters using test config-
urations typical of most LRSs and COs 1s needed to verify
their survivability to EMP. Single-mods Fiber optic systems
should be tested to assess thair survivability to EMP, and a
comparison should be made to the results of the FTIC
multi-mode system assessment.

. ¢ TD-2 microwave sys-
tem 1s based on vacuum tube technology; the TD-3 system is a
s011d state replacement for the TD-2 system. Solid state com-
ponents tend to be less survivable than their vacuum tube
squivalents. This evaluation is required to determine if the
TD-3 system is as robust as the TD-2 system.

13511 . Not all T1 line repeaters in the PSN
are

ightning protected. Therefore, T1 repeaters without
1ightn n? protection should be tested in typical configura-
tions. [n addition, typical splice case configurations need
to be tested with current injection on the sheath, as cou-
pling to signal wires from bond straps can be a significant
part of the threat to Tl 1ine and office equipment.

farent vendors shoyld

,..',: . Various vendors

ar equipment for the telecommunications in-
dustry, e.g., Tl line termination equipment, channel banks,
and local, digital switching systems. The ability to relate
the survivability of similar pieces of equipment would mini-
mize the amount of testing required to assess the effects of
HEMP on telecommunications networks.




analysis should include
time (MHD EMP) effects.
threat can create higher
anterna leads. The
very long cables.

sels.

7-4
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Y
The faster rise time of the new
eak Tevel transients on cables and
HD EMP can create large transients on
Analysis includin
tify additional EMP vulnerabilities

ar me, m

these effccts may iden-
telecommunications as-
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